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FIRE RESISTANCE OF CONCRETE COLUMNS

By W. A. Hull and S. H. Ingberg

ABSTRACT

Fire tests were made of 62 columns under working load, and 16 comparable columns

were tested to failure in compression without fire test. The thickness of concrete cr

other material considered as protection was i^ or 2% inches. Concrete aggregates

of a wide range in mineral composition were introduced.

The columns were subjected under normal working load to fire exposure increasing

in intensity according to a predetermined time-temperature relation until failure or

until the end of four hours, when additional load was applied up to the limit of the

furnace equipment (600,000 pounds).

A wide difference in fire effects on different columns was noted and was determined

as due in large part to difference in mineral composition of the concrete aggregates

used. Quartz, chert, or granite induce spalling and cracking of the concrete when
subjected to fire, while that made with calcareous aggregates, such as limestone or

calcareous gravel, shows little visible effects even from very severe fires. As made
with trap rock or blast-furnace slag, the fire effects are intermediate between those above

indicated. Shape of section or type of column reinforcement were shown to be of

minor importance. It was further shown that with concrete protection of siliceous

aggregates or of plaster subject to cracking and spalling a large improvement can be

effected by placing metal ties, such as wire mesh, in the protection. Columns made
with siliceous aggregates and thus protected withstood under working load fires of

four hours duration and at their conclusion in the heated condition loads from two to

over four times the working load.
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I. INTRODUCTION

This investigation covers one phase of the work of the Bureau

of Standards in the investigation of the fire-resistive properties

of building materials and the fire resistance of various types of

structural units, the study of fire resistance being, in turn, a part

of a general program of investigation to provide information of

use in the elimination of economic waste. The study of the fire

resistance of concrete columns was made at the former Pittsburgh

laboratories to supplement the investigation 1 which was con-

ducted jointly at Underwriters' Laboratories, Chicago, 111., by
the Associated Factory Mutual Fire Insurance Companies, The
National Board of Fire Underwriters, and the Bureau of Standards.

The Chicago column tests included only a few concrete columns,

and it was considered necessary to carry out a more comprehensive

investigation which would establish, if possible, the fire resistance

of the important types of columns built of concrete made from the

principal types of aggregates.

A series of tests was accordingly outlined and conducted at the

former Pittsburgh testing station of the Bureau of Standards

during the period 1917 to 19 19. Acknowledgments are due to

C. W. Waidner, late chief of the division of heat and thermometry,

and to P. H. Bates, in charge of the Pittsburgh branch at the time,

1 Fire Test of Building Columns. B. S. Tech. Paper, No. 184.
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for valuable suggestions and aid. Acknowledgments are also due

to a number of other members of the staff for assistance on various

portions of the investigation.

II. SCOPE OF THE INVESTIGATION

1. COLUMNS INCLUDING TWO CONTRASTING AGGREGATES

In the first part of the investigation only two aggregates were

included. It had been found, in the course of a preliminary investi-

gation 2 in which fire tests were made on small concrete cylinders

8 by 16 inches—made from a number of different aggregates, that

those from siliceous gravel retained the least strength of all after

the test, and those from limestone retained the most. Aggregates

representing these two types were accordingly selected for that

part of the work in which different types of columns with different

kinds of reinforcement were to be compared. It was assumed

that the behavior of a column of a given type would depend, in

part, on the type of aggregate in the column, and, on the other

hand, the performance of a column made from a given aggregate

would depend, in part, on the shape of the column and the type

of reinforcement in it, and it was considered desirable to determine

the relations between types of columns and types of aggregates in

their effect on the performance of columns under fire conditions.

From one gravel aggregate columns were made of the following

types

:

(a) Columns 18 inches in diameter with 1 per cent spiral and

2 per cent vertical reinforcement.

(6) Columns 18 inches in diameter with 2 per cent vertical

reinforcement and no spiral reinforcement.

(c) Columns 18 inches in diameter with no reinforcement.

(d) Columns 16 inches square with 2 per cent vertical reinforce-

ment.

(e) Columns 12 inches in diameter with 1 per cent spiral and 2

per cent vertical reinforcement.

From a limestone aggregate the following types were made:

(a) Columns 18 inches in diameter with 1 per cent spiral and

2 per cent vertical reinforcement.

(b) Columns 18 inches in diameter with 2 per cent vertical and

no spiral reinforcement.

(c) Columns 16 inches square with 2 per cent vertical reinforce-

ment.

2 A Comparison of the Heat-Insulating Properties of Some of the Materials Used in Fire-Resistive Con-
struction. B. S. Tech. Paper, No. 130.
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All these columns, with the exception of the plain concrete

ones, had i}4 inches of protective concrete over the steel. In

the plain concrete columns the outer \]/2 inches were regarded as

protective concrete and the effective area of the columns calcu-

lated accordingly.

2. COLUMNS MADE WITH ADDITIONAL AGGREGATES

It was found early in the progress of the work that the gravel

concrete columns had a decided tendency to spall, and that this

tendency did not manifest itself at all in the limestone concrete

columns. Spalling, by causing the loss of a large part of the

protective covering, resulted in the attainment of comparatively

high temperatures in the interior of the columns from which it

occurred. It was found that there was a much stronger tendency

for columns with spiral steel to lose their protective concrete by
spalling than for round columns with vertical reinforcement only.

Square columns made with siliceous aggregates also spalled freely.

No spalling took place in limestone concrete columns of any kind.

Since the characteristic tendencies of these two aggregates were

shown in much stronger contrast in round columns with hooping

and in square columns than in round columns without hooping,

no round columns without hooping were included in the latter

part of the investigation. With the evidence of the early tests in

mind, columns from the following aggregates were added to the

program

:

(a) Trap rock.

(b) Blast-furnace slag.

(c) Pure quartz gravel from Long Island.

(d) A mixed gravel from Long Island, known as the Cow Bay
gravel.

(e) A calcareous gravel from banks near Elgin, 111.

All these aggregates were tested in round columns 18 inches in

diameter with both spiral and vertical reinforcement. In addition,

one of the aggregates was tested in round columns with vertical

reinforcement only and two of them in square columns with

vertical reinforcement only.

3. CONCRETE COLUMNS WITH DIFFERENT KINDS OF PROTECTIVE
COVERINGS

The evidence produced by the columns from Pittsburgh gravel,

protected in the usual way—that is, with concrete outside of the

steel—showed that columns from aggregates of this type could
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not be considered as safe against fire as columns from a number of

other common types of aggregates. Highly siliceous gravel is so

widely distributed and so extensively used in concrete fire-resistive

construction that the matter of its safety under fire conditions is

of great importance. Consequently, it was considered proper to

undertake, as a part of this investigation, the testing of such forms

of protection for columns made from this type of aggregate as

might appear to be promising. The following types of columns

were accordingly tested, all from Pittsburgh gravel, all of the same

effective diameter, and all reinforced with 1 per cent of spiral and

2 per cent of vertical steel:

(a) Columns with \]/2 inches of protective concrete to which

1 inch of plaster with expanded metal binder had been added.

(6) Columns cast in gypsum forms which served as protective

covering, replacing nearly all the protective concrete. (1) Those

without binder in the protective gypsum. (2) Those with metal

binder in the protective gypsum.

(c) Columns protected by plasters of several different kinds,

replacing the protective concrete. (1) Columns cast in steel

forms. (2) Columns cast in a form consisting of the steel reinforce-

ment covered with metal lath.

(d) Columns protected in the usual way with concrete,

except that light expanded metal was used as a binding ma-
terial to prevent the loss of protective concrete by spalling.

(1) Columns with i^-inch thickness of protective concrete.

(2) Columns with 23^-inch thickness of protective concrete.

(e) Columns with 2 ]/2 -inch thickness of protective concrete

without binder.
III. TEST EQUIPMENT

A sectional view through furnace and loading equipment is

given in Figure 1.

1. FURNACE

The furnace used for the fire tests consisted, essentially, of

three fixed walls and one moveable wall which inclosed a furnace

chamber 6 by 6 feet in cross section and 8 feet high. The top of

the furnace was formed by a fire-brick arch. A square opening

was made in this arch to permit of loading the column from above.

In the course of the investigation some repair work had to be done

to preserve the size of this opening, but it did not become a serious

matter.
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For firing the furnace natural gas was available and was used

with air supplied at an average pressure of about 15 lbs. /in.
2

Firing was done through four openings, each containing three gas

burners. The burners were located near the bottom of the furnace,

and baffles were provided to direct the blast upward and to

spread it out over the furnace lining rather than to permit any
considerable portion of it to impinge directly on the column.

Flues in the bottom of the furnace communicated with an outside

stack, also a vent was provided at the top of the furnace in one

of the walls which permitted part of the gases of combustion to be

taken out at the top for the adjustment of the temperature

distribution.

2. LOADING EQUIPMENT

Load was applied to the columns in the furnace by means of a

500-ton hydraulic jack, supported by I beams extending across

the top of the furnace, the load being received by four steel tension

rods connecting these beams with a reinforced concrete girder

extending under the furnace. The jack was operated by a hand

pump to which it was connected by a flexible copper pipe.

Readings were taken on a gauge attached to the pump and

referred to a curve obtained by calibrating the combination of

gauge, pump, and jack in a 600,000-pound testing machine. The

capacity of the supporting steelwork of the equipment was rated

at 600,000 pounds, and this was the limit to which columns were

loaded in the furnace. Adjustment for even bearing was obtained

before load was applied with a bearing block having skew movable

disks.

3. TEMPERATURE MEASUREMENTS

Temperatures in the furnace and in the interior of the columns

were measured by means of iron-constantan thermocouples con-

nected to a portable potentiometer. The location of thermo-

couples is shown in subsequent sketches. In general, it may be

said that thermocouples were located nearly midway between the

ends of the column at three depths from the surface. At the

depth of the vertical rods couples were located in the concrete,

and others were attached to the rods themselves. Others were

placed midway between the centers of the rods and the center of

the column, and one couple was placed at the center of the column.
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IV. MAKING OF COLUMNS
1. MIXTURE USED

Throughout the investigation the following mix was used:

1 Portland cement, 2 sand, and 4 coarse aggregate, by volume.

One bag of Portland cement weighing 94 pounds net was taken to

be 1 cubic foot. The sand was artificially dried to be nearly

moisture free, so that the weight-volume relation did not change

materially between different tests. The weight of aggregate per

cubic foot having been determined, the proportions were generally

obtained by weighing.

2. METHOD OF MIXING

Because of the limitations of the space available for the making

of the columns and of the comparatively small quantities of con-

crete required at any one time all mixing was done by hand.

The following routine was followed in mixing

:

The sand and cement were first mixed together dry by turning

with shovels three times. The entire batch, including the coarse

aggregate, was then turned twice, dry, and a crater-like depression

made in the pile. Water was poured into this crater and worked

in to some extent, after which the batch was turned three times,

water being added as needed from a sprinkling can.

3. CONSISTENCY

The consistency of the concrete made throughout the investiga-

tion was that obtained by adding from 8 to 10 per cent of water,

by weight, to the dry batch. This gives, with 1:2:4 concrete,

approximately maximum strength. Concrete of this consistency

will stand in a low pile without running or spreading out to any

great extent and will quake under local pressure. When placed

in a column form with spiral reinforcements, it requires some poling

to make it fill out properly against the form, and very little, if

any, free water rises to the top. This consistency has two charac-

teristics which recommend it for investigative work in which it

is desired to make a rather close comparison of the effects of other

variables—it is a fairly definite consistency which can be re-

produced with a fair degree of accuracy in the ordinary course of

hand mixing ; it is not far from the ideal consistency for reinforced

concrete, which building practice seems likely to approach as the

importance of the use of the right amount of water in concrete

becomes more generally appreciated and practice is adjusted

accordingly.
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4. PLACING OF CONCRETE

In placing the concrete in the forms it was thoroughly poled.

There is no question that more care was taken in the making of

these columns than could be expected in building practice. It

must be taken into consideration in this connection that it is

necessary in an investigation of this kind, in order to get reliable

information from a limited number of columns, to have as little

variation as possible in such factors as consistency and work-

manship, otherwise results would be erratic and difficult to inter-

pret, and in order to make them satisfactory, it would be necessary

to multiply the number of tests so as to obtain averages of the

results from a fairly large number of columns of each kind. In

other words, it was thought that it would not be expedient to

attempt to approximate average or usual building practice in the

making of these columns because of the rather wide variation

that may be expected in the character of the concrete and the

method of placing on different building operations or even on the

same operation.

5. PLACING OF THERMOCOUPLES

In order to obtain the temperature of steel rods, two holes

of slightly larger diameter than the 16 gauge wire used and about

i inch apart were drilled in each of two rods for each column.

The ends of the two thermocouple wires were inserted in these

holes and peened in so as to give good contact and to hold the

ends in place. The couples that were not to be attached to the

steel were suspended, with the juncture midway between the

base plate on which the column was cast and a steel bar placed

across the top of the form. The iron wire of each thermo-

couple extended toward the bottom of the column and the

constantan wire toward the top. For each of these thermo-

couples one hole, accurately located, was provided in the base

plate to admit an anchorage cord which could be attached to the

iron wire of the thermocouple. A corresponding hole in the bar

across the top of the form held a hook with a screw shank, with

a nut resting on the bar. A cord was used to attach this hook to

the constantan wire of the thermocouple. By screwing down
the nut on the shank of the hook tension could be put on the

thermocouple so that it would be stretched out in a line between

the hole in the bottom plate and the hole in the top crossbar.

It was not considered practical, however, to put enough tension
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on the thermocouples to prevent their suffering some displacement

in the course of the placing of concrete. To prevent such dis-

placement, a frame was provided which could be left in the form

to hold the wires in alignment while the greater part of concrete

was being placed. The frame was left midway between top and

bottom of the column until the concrete had partly covered it,

after which it was pulled up as fast as the concrete was placed.

Before the concrete reached the top the frame was taken apart

and removed. Before the ends of the hooks were covered the

strings were cut and the crossbar removed. The strings through

the base plate were cut when the column was removed from the

base plate.

After a considerable amount of data had been secured on the

temperature progress at several points in columns of different types

and from different aggregates it was considered unnecessary to

continue placing thermocouples at depths beyond that of the

steel. It will be noted that in tables giving temperature data

columns with numbers above 71 show temperatures for the steel

only.

V. METHOD OF TESTING

1. LOADING AND FIRING

In all of the tests the working load of the column was applied

before the fire test was started, and this load was maintained

throughout the test.
3 Firing was regulated to conform as nearly

as possible to the standard time-temperature curve for fire tests

adopted about 191 7 by 10 national technical societies and the

Bureau of Standards. It was not possible in most cases to con-

form strictly to the standard curve during the first hour of the

test, as the gas supply was not sufficient to raise the temperature

of the furnace at the prescribed rate. The difference between

the curve usually attainable in the test furnace and that of the

standard fire test was hardly enough to be regarded as of great

importance so far as the rapidity of temperature rise is concerned,

but in order to compensate approximately for the somewhat
slower absorption of heat by the column during the period in

which temperatures were lower than those of the standard curve

somewhat higher than standard temperatures were carried during

an interval following the time at which the standard curve was
intersected by the test curve, so that the average temperature in

3 Working loads were calculated according to the recommendations (1913) of the Joint Committee on
Concrete and Reinforced Concrete.
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the furnace throughout the test would approximate the average

temperature of the standard test. In making this compensation

furnace temperatures were not permitted to exceed to any im-

portant extent the temperature to be reached at the end of four

hours according to the standard curve. Typical time-temperature

curves as obtained with column 3 are given in Figure 2.

Time.
Fig. 2.

—

Furnace and column temperatures, 18-inch Pittsburgh gravel concrete column

No. J, with spiral and vertical reinforcement

2. DURATION OF TEST

Fire tests were of four hours' duration, except in the case of

those columns which failed under their working load before the

test had been in progress for four hours. It was assumed that

comparatively little construction of a higher grade than that now

classed as four-hour protection is likely to be done, and that the

margin of safety can be judged by the excess load sustained by the

column while hot at the end of the four-hour fire test. Fairly

satisfactory information as to the ability of various types of

columns to withstand fire tests of shorter duration than four hours

can be obtained by reference to the temperature data.

At the end of the four-hour fire test, before the column had had

time to cool to any considerable extent, the load was increased

until the column failed, or until the maximum loading capacity of

the furnace equipment (600,000 pounds) was applied without
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failure. This procedure was decided on in the belief that the criti-

cal time for a column which is exposed to fire is while the fire is in

progress, since at that time its strength presumably reaches its

lowest point, and it must at the same time resist high stresses due

to the unusual temperature conditions.

Most of the types of columns included in the investigation were

made in triplicate. Two of the three were subjected to fire test

and the third tested in compression without fire test. A compari-

son of the strength of the two fire-tested columns immediately

after firing with that of the unfired column shows the extent to

which the strength of the columns of this type was reduced in the

four-hour fire test.

Those columns which did not fail at the end of the fire test

under the maximum load of the furnace loading equipment

(600,000 pounds) were tested in compression after cooling in the

10,000,000-pound machine in the engineering testing laboratory

of the Bureau of Standards.

VI. AUXILIARY AND CONTROL TESTS

1. TESTS OF CEMENT AND CONCRETE

Among the possible sources of accidental variation in investiga-

tions connected with concrete is the question of variations in the

character of the cement itself. In this investigation Portland

cement of a single brand was used. The cement was purchased

in fairly large quantities and stored in large, covered sheet-steel

containers. A sample of the cement used in each column was
used in a 1:2 mixture with screened Pittsburgh sand for making

ten 2 by 4 inch cylinders. These were stored in a damp closet and

tested at 7 and 28 days as a check on the quality of the cement.

Results of these tests are given in the Appendix, Table 16. While

a large variation in strength occurs, there axe no abnormally low

values that would indicate a cement of quality below that gener-

ally considered acceptable.

The concrete for each column was usually mixed in three

batches. A sample of concrete from each batch was made into a

6 by 12 inch cylinder. These cylinders were stored in a damp
closet until the column was tested and broken in compression

without fire test at the same age as the column as a check on the

character of the concrete, the results being given in Table 16.

The average cylinder strength for concrete made with given

aggregate combinations ranged from 2,260 to 3,664 lbs. /in.
2

, the
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general average being higher than ordinarily obtainable under

current construction conditions, which can be ascribed mainly

to difference in consistency of the concrete mixture.

2. TESTS OF STEEL USED IN REINFORCEMENT

It was not considered expedient when starting the work to

outline the complete program, and consequently the steel was not

all purchased at one time, but both the vertical steel and the hoop-

ing used in the earlier columns were duplicated, as nearly as

possible, in the materials purchased for the later ones. Results

of tests of the spiral reinforcing steel are given in the Appendix,

Table 15, and indicate a drawn steel of high tensile strength. No
results of tests of the vertical reinforcement can be given, but the

purchase specifications called for a rolled steel of the structural

grade.

3. DATA FROM COMPRESSION TESTS OF COLUMNS

A large amount of data on longitudinal deformation of columns

as well as both lateral and longitudinal deformation in steel and

concrete were obtained in the tests of columns which were not

fire tested and also of columns which did not fail at the maximum
load of the furnace-loading equipment at the end of the four-hour

fire test. A considerable portion of this data has no special con-

nection with fire resistance and is not given in this publication.

Typical curves which are of interest in connection with the effect

of the fire test on the properties of columns which survived the

four-hour fire test and the excess load imposed at the end of the

fire test are subsequently given.

VII. RESULTS OF FIRE TESTS ON COLUMNS PROTECTED
BY iy2 INCHES OF CONCRETE

1. ROUND COLUMNS OF 18-INCH DIAMETER, SPIRALLY AND VERTI-
CALLY REINFORCED

Under ordinary conditions columns of the laterally reinforced

type may be regarded as exceptionally safe because of the ability

to undergo great deformation without actual failure. They may
also be expected to give warning when heavily loaded before

failure will take place. An inspection of the test data in Table 1

reveals great differences in the performance of hooped columns

under fire conditions, some columns of this type showing com-

paratively little loss of strength in the four-hour fire test and
others failing under their working load before the end of the test.
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By contrast even square columns, of the type that is commonly
regarded as most susceptible to injury by fire, survived the four-

hour fire test in all cases without failing under their working load.

It is evident, therefore, that fire conditions introduce a change in

the relative reliability of the hooped column.

(a) Columns Made With Pittsburgh Gravel.—The most
obvious cause of the remarkable contrast between the behavior

of different hooped columns under fire-test conditions is spalling.

This has been observed and reported in a number of instances in

connection with the effect of fire on concrete and other materials. 4

It is commonly supposed to take place more generally in square

columns than in round. However, in these investigations all

aggregates which showed any tendency to spall in any type of

column spalled decidedly in the fire tests of the round hooped

columns. The first three columns of this type, made from the

Pittsburgh gravel, showed similarity of behavior under fire. In

all three cases there was* evidence of failure of the protective

concrete after approximately 30 minutes of firing. The appear-

ance at the beginning of the spalling action was fairly character-

istic. At some part of the surface of the column there appears

what looks like a local disturbance, as if one portion of the outer

material were giving way under pressure and pushing out over the

adjacent material. From this point as an apex a series of cracks

develop, often separate at first, but so located that as the cracks

extend they unite, forming the boundaries of fairly well-developed

slabs. The first disturbance is followed at fairly short intervals

by others, the slabs gradually disengaging themselves from the

body of the column and eventually falling off. In columns 1 and
2 the first slab fell off after approximately 40 minutes of firing; in

column 3 the time was 53 minutes. In the tests of these columns

there was a strong tendency for the protective concrete to sepa-

rate from the rest of the column at the parting formed by the

hooping. As a result the falling of a slab usually resulted in the

exposure of the spiral reinforcement over a considerable area. In

the tests of columns 1 and 2 the steel was first exposed after about

45 minutes of firing, the amount of protective concrete remaining

on the columns being negligible after the first hour and a half.

In column 3 the action was somewhat slower, but there was
practically no protection after 2 hours.

4 Woolson, Proc. Am. Soc. for testing materials, 6, p. 433; Woolson, Engineering Record, 75, p. 98,

Jan. 20, 1917: Marsland, Red Book No. 211, British Fire Prevention Committee; Hull, Bureau of

Standards Technologic Paper No. 130. p. 33; Robinson, Ingberg, Wilson, Griffin, Bureau of Standards

Technologic Paper No. 184, p. 174.

3954°—25 2
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TABLE 1.—Spirally and Vertically Reinforced Concrete Columns

[Outside diameter, 18 inches. Thickness of concrete outside the steel, V/2 inches. Reinforcement: 2 per
cent vertical, 8 round rods, % inch diameter; 1 per cent spiral, ^ inch diameter, 2-inch pitch, 2 spacers.
Effective area of concrete, 168.7 square inches; area of vertical steel, 3.53 square inches; effective area of
column, 172 square inches; working load 141,000 pounds= 822 lbs./in. 2

]

Aggregate
0)

I
a

1

"0

O

Age at

time of

test

Time of

failure

in fire

test

under
work-
ing load

Stress at maximum
load—

Maximum temper-
ature at end of

fire test—

CO

•a

1
3

CO
>>

Q

co

i

w

CO

"3

.9

«8
5
eg

"3

1u

• |

<

a
23
8
-?

i 11
CO O 0)

H

i

>co
"si

fa
•OS

3i

°«te

i

fca

s

f
1

2
3

5
73
74
75

1 77
.1 78

( 42

6

6

7

6
4

4

4

4

4

4
4

4

4

4
4
4

7
8

7

4
4

4

4

4

4
7
9

24

4
3

10
7

3

5

1

1

4

1

17

4

7

21

7

16

3

4

45
15

Lbs./
in.2

Lbs./
in.'

Lbs./
in.»

950
1,050
945

°c.
410
460
355

°c.
240
290

1,145 210
6,340

3

3

50
20

980
780

4,880
1,993
2,120

660
605

990
990

985
1,000

480
520.

Pure quartz gravel and Long Island 3

3

3

3

32

00

37
40

sand... __|\ 43 350

275
250

150

100

\ 47 105

f 85

\ 86

I 87

f
17

18

I
20

f

48

{ 49

4,440
5,240Elgin (111.) gravel and sand ...

5,620

4,770
5,320

520
560

240
180

120West Winfield (Pa.) limestone and
100Pittsburgh sand

6,890

2,700 480 85 85
Blast-furnace slag and Pittsburgh

4,870
2,260

2,420
3,000

465

610
560

110

190
239

50 100

New Jersey trap rock and Pittsburgh \i 54
sand . 1 55

100
110

1

1 Columns 77 and 78 had expanded metal in the protective concrete.

In comparing the test results for columns 73, 74, and 75 with

those for columns 1, 2, 3, and 5 (Table 1), account should be taken

of the fact that columns 1 to 5 were made near the beginning of

the investigation and columns 73 to 75 were made near the end of

it, and therefore approximately two and one-half years later.

In the latter part of the investigation columns were made for the

purpose of determining the effect of a greater thickness of pro-

tective concrete on gravel concrete columns and also for deter-

mining the effect of light secondary reinforcement in the pro-

tective concrete. Although the results of the tests of columns'

1

to 5 were available for comparison, it was considered best to

repeat the columns of this type, so that the test results of the col -
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umns with the additional thickness of protective concrete and of

those with the secondary reinforcement could be compared with

those of columns with the usual type of protection, made at about

the same time, as well as with such columns which had been made
earHer.

The concrete used in these later columns was of somewhat

wetter consistency than that used in the earlier ones, due to the

fact that these columns were for comparison with those in which

expanded metal was placed in the protective concrete. It will

also be observed that these columns were not as old when tested

as the earlier ones. These two conditions probably account for

the difference in strength between columns 5 and 75.

Round Co/l//77/7S.

3tee/: 2 % vertfco/. /yi sp/ro/

6coo

%

3000

/aoo

Pare QTz Grove/

£0/7? fc(6c//7c/

Col Na »2,

H

Looy Ic/. Grave/

/.any ftf Sar?(/

B/asr ST/mace 6</op

/°/tfs£(/rgfy Jane/

Leva's sujra/nec?
of 4-hour f/n? fesr-

7)mecf /c///i/rv .^fazm -3/?r 3A/-3-7m 3/?r4wm.

m Wm\ l

Tra/> /?ocA

P//fs/>urp/? Jona"

wfiife fiofafercr

'
'

Vfir f/;r V/rr ?/?r

Fig. 3.

—

Results of tests with concrete protected round columns -vertically and laterally

reinforced

In the first test column 73 showed evidence of shell failure in 1

8

minutes, and the protective concrete was very much shattered in

45 minutes, but it did not break up into large slabs to the extent

observed in the tests of columns 1,2, and 3. The first large slab

that was observed to come off fell at the end of 1 hour and 10 min-

utes, exposing the spiral over a considerable area.

In the fire test of column 74 evidence of shell failure was observed

after 20 minutes, and the steel was exposed to an important extent

at the end of 55 minutes of firing. At the end of two hours

approximately 25 per cent of the protective concrete was in place.

As has been stated, the working load was kept on the columns

during the fire test. In these columns, made from Pittsburgh
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gravel, it was necessary to open the valve slightly to let a little

oil back into the pump at frequent intervals to prevent the pres-

sure from being increased by the expansion of the column. It

was observed, however, that there was an interval, following the

failure of the protective concrete, during which there was little or

no evidence of expansion. After the slabs began to fall away and

the surface underneath was exposed to the fire the gauge again

indicated progressive expansion. The impression given by the

indications of the gauge, together with the action of the outer

shell of concrete, was that this shell by its own expansion assumed

more than its proportionate share of the load on the column

until its ultimate strength was exceeded and this portion failed.

The load was thereby shifted to the column proper, which had not

yet begun to expand rapidly, and the gauge would not indicate

further expansion until the slabs began to fall off and the column

proper received heat rapidly, when expansion was again indicated.

Still later in the test the gauge would remain stationary for a long

time and finally begin to indicate compressive deformation,

occasional pumping being necessary to maintain the pressure.

It was a common observation with columns of this kind that when
it became necessary to pump occasionally to maintain the pressure

the column was nearing failure.

A study of the temperature data for these columns (Table 1)

shows that but little strength could have been left in the steel

after the end of the third hour of firing. Temperature data are

given for the depth of the centers of the vertical rods, and it is

obvious that temperatures in the hooping would be higher. In

the latter part of the tests the load must have been carried almost

entirely by the concrete.

The Pittsburgh gravel is made up of a mixture of different

kinds of pebbles, with sandstone pebbles predominating. There is

a small proportion of smooth pebbles, rather small and well

rounded, of what appears to be vein quartz. Examination of the

concrete of these columns after fire test disclosed the fact that

there had been very little disruption of individual pebbles, and that

this was confined to smooth, dark colored pebbles of chert, which

were found scattered through the aggregate and were invariably

shattered when found in portions of the columns which were sub-

jected to rapid heating. These pebbles made up such a small pro-

portion of the aggregate that their influence may be considered as

negligible. The spalling must be attributed to the failure of the
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concrete due to overstress, rather than to the disintegration of

individual pebbles.

(6) Columns Made With Pure Quartz Gravel.—These

columns (42 and 43) were from sand and gravel from Long Island.

The gravel was made up almost entirely of smooth, nearly white

quartz pebbles. The beginning of spalling was first observed in

column 42 after 20 minutes and in column 43 after 30' minutes.

The first slab was observed to fall after 30 minutes of firing in

column 42 and after 42 minutes in column 43. The uncovering

process was somewhat slower in the case of column 42 than in

column 43, the last large slab falling after 2 hours and 20 minutes

in the case of the former, as against 1 hour and 10 minutes in the

test of the latter. It is evident that concrete from this aggre-

gate has an exceedingly strong tendency to spall. The evidence

of rapid expansion in the early part of the test, which has already

been described in connection with the behavior of columns which

spall, was especially marked in the tests of these columns from

pure quartz gravel. In the columns made from this aggregate

there was practically no breaking or disintegration of individual

pebbles.

(c) Columns Made With Long Island Gravel.—The behavior

of columns 46 and 47 was similar to that of columns 1,2, and 3.

Spalling did not manifest itself as quickly as in 46 and 47, but

its progress was rapid after the action first became apparent.

Spalling, or shell failure, was observed to start after about one

hour of firing, and the first slab fell about 20 minutes later in one

case and after about 30 minutes in the other. In both cases there

was very little protective concrete in place after two and one-half

hours.

The Long Island gravel was made up of a mixture of pebbles,

mainly of three kinds. There was a large proportion of large

pebbles of coarse-grained granite and a considerable proportion

of large pebbles of gneiss. Most of the other pebbles were of

quartz. In the outer portion of the columns from this aggregate

the granite pebbles were shattered and the gneiss pebbles reduced

to loose-grained masses, so utterly devoid of bond that it was
difficult to remove the remains of a pebble in its original form.

The quartz pebbles showed only a slight tendency to disintegrate

or disrupt in the fire test. It is to be noted that while this aggre-

gate is distinctly different mineralogically from the Pittsburgh

gravel, yet the effects of the fire test on the columns from the two
aggregates are very similar.



654 Technologic Papers of the Bureau of Standards [Vol. 18

(d) Columns Made With Elgin (III.) Gravel.—Both the

sand and the gravel used in these columns came from pits near
Elgin, 111. The chief difference between this sand and gravel and
those used in the gravel concrete columns discussed up to this

point was in that both sand and gravel were highly calcareous

instead of highly siliceous. Differences in fire resistance are

attributable, therefore, to mineralogical differences in the aggre-

gates.

In the fire tests the two columns (85 and 86) made with this

aggregate behaved very much alike. There was no spalling or

cracking in either case during the four-hour fire test under working

load. The gauge indicated steady expansion of the column during

the fire test. When the load on the heated column was increased

at the end of the fire test the column withstood the maximum load

of the equipment (600,000 pounds, or 3,480 lbs. /in.
2
) in each case

without failure. In both cases the outer concrete was much shat-

tered by the deformation during the increased loading, and the

protective concrete was found to be loose and easily removed so as

to expose the spiral steel after the columns had cooled. The depth

to which calcination had progressed, judging by the appearance of

the aggregate, was between one-half and three-fourths inch.

(<?) Columns Made With West Winfield (Pa.) Limestone.—
This is a high calcium limestone with calcium carbonate content

of 90 to 95 per cent.

There was no spalling on the part of either of these columns

during the fire test. In the case of column 17 no cracking was
observed, while in the test of column 18 a few short, vertical

cracks appeared after about two hours of firing. These did not

become extensive enough to be worthy of consideration in connec-

tion with the flow of heat to the interior of the column. Both of

these columns were loaded to the load limit of the furnace equip-

ment (600,000 pounds) immediately after firing was stopped.

Both columns were found to be capable of holding this load, which

amounted to 3,480 lbs./in.
2

, without failure before cooling. So far

as could be seen no cracking of the outer shell was produced by the

application of this load to column 17. In the case of column 18,

however, in which some cracks had been noted in the course of the

fire test, a pair of slabs separated from the rest of the column and

bulged out several inches, somewhat in the shape of a toggle (fig. 4)

.

None of the protective concrete fell off during the test. Both
columns 17 and 18 had cracks in the outer concrete after cooling.
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In both cases a considerable part of the protective concrete was

loose, so that it could easily be removed from the columns before

they were taken out of the furnace. Several days later, before the

columns were tested cold, it was found that a large part of the pro-

tective concrete which had remained on the columns when they

were removed from the furnace had loosened to such an extent that

most of it could easily be pried or hacked off. This weakening of

the outer concrete did not appear to be due to decarbonation of

the limestone, for the decarbonized portion was limited sharply

to an outer layer varying in thickness from five-eighths to three-

fourths inch. Furthermore, this loosening of the protective

concrete was common to all the hooped columns from various

aggregates after fire test.

(/) Columns Made With Blast-Furnace Slag.—As in the case

of the limestone-concrete columns, the columns from blast-furnace

slag concrete stood the four-hour fire test without spalling. The
only peculiar thing observed during the test of these columns was

a lively snapping or popping, such as is frequently heard from

burning wood. This appeared to come from little local explo-

sions in the material next to the surface of the columns. This

explanation is supported by the fact that small slabs or chips

were dislodged from the surface of the columns, leaving shallow

craters. The snapping began in the first few minutes of firing

and subsided after about 35 minutes. The evidence of these dis-

turbances was purely superficial and apparently of no practical

consequence in the effect of the fire test on the columns. In both

columns 48 and 50 a thin vertical crack was observed in the early

part of the bum. It did not open wider in the course of the firing

in either case and should not be regarded as having any effect on

the results of the test.

(g) Columns Made With New Jersey Trap Rock.—No
tendency to spall in the fire test was observed in the columns

from this aggregate. In the test of column 54 no cracking, spall-

ing, or other effect was to be seen. In the case of column 55
there was an explosion after 20 minutes of firing, and a thin slab,

oval in shape, about 15 inches wide and 16 or 18 inches high, was
dislodged from the surface of the column about 1 foot above the

middle. This slab was between 1 and \]/2 inches thick at the

center and tapered to a sharp edge at the periphery. The explo-

sion and the appearance of the slab would indicate the action to

be the effect of the rapid generation of steam in the concrete.
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Some small cracks were observed in the latter part of the test.

They were apparently unimportant, as it concerns effect on the

strength of the column.

Qi) Diagrams of Results and Views of Columns.—Dia-

grams showing test durations and loads sustained by round col-

umns, vertically and laterally reinforced and protected by i^
inches of concrete, are given in Figure 3, and typical views of

columns after test are given in Figure 4.

2. COLUMNS 18 INCHES IN DIAMETER, VERTICALLY REINFORCED,
WITHOUT HOOPING

The essential results of tests with columns of this type are given

in Table 2 and Figure 5 and views of columns after test in Figure 6.

TABLE 2.—Round Vertically Reinforced Concrete Columns

[Outside diameter, 18 inches; thickness of concrete outside the steel, 1H inches. Reinforcement: 2 per
cent vertical, 8 round rods, K inch diameter; ties, yi inch diameter, 12-inch centers. Effective area of

concrete, 168.7 square inches; area of steel, 3.53 square inches; effective area of column, 172 square
inches; working load, 99,750 pounds=580 lb./in. 2

]

Col-
umn
num-
ber

Age at time
of test

Stress at maxi-
mum load

—

Maximum temperature
at end of fire test—

Aggregate

Months Days
With-
out

fire test

At end
of four-
hour

fire test

At
depth
of ver-
tical

rods

Mid-
way be-
tween
steel
and

center

At
center

of

column

( I
7

7

9
6

8

8

7

7

7

8

1

19

Lbs./in. 2 Lbs./in. 2

0)
1,365
1,320

°C.
1,010

630
700

°C.
310
270
310

°C.
210

Pittsburgh gravel and sand 130
1 Q 11

29

7

22

7

2

3

20

I
10 4,660

1,336
872

2,150
2,180

580
580

280
320

240
230

130Long Island gravel and sand
\ 38

West Winfield (Pa.) limestone and \ 11
100
100

Pittsburgh sand
I 24 4,290

Pittsburgh gravel in load-bearing por-
tion; bituminous cinders in pro- 1 41 1,900 530 200 110
tective concrete; Pittsburgh sand
throughout

Column 7 after five-hour test was loaded to failure. Maximum stress, 1,075 lbs. /in. 2

(a) Columns Made With Pittsburgh Gravel.—In the test of

column 7 there was considerable spalling. The first evidence

appeared about 30 minutes after the beginning of the test in the

form of a vertical crack above the center of the column. Evidence

of shell failure continued to appear steadily during the next 25

minutes and to some extent thereafter. At the end of 1 hour and

55 minutes a large slab fell, exposing a portion of one of the vertical

rods. Other slabs fell, but the process was rather slow, and about
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Fig. 4.

—

Typical views of spirally and vertically reinforced columns (3, 18,

and 50) afterfailure when load was increased at the end of thefour-hour fire test
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Fig. 6.

—

Views of round vertically reinforced columns (8, 21, and 22) after

failure when load was increased at the end of thefour-hour fire test
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two-thirds of the protective concrete remained in place throughout

the test.

In the test of column 8 the temperature rise in the furnace was
somewhat less rapid than in the other tests on account of ab-

normally low gas pressure; the test was, therefore, less severe in

respect to the conditions which cause spalling than in the other

tests. After 1 hour and 50 minutes of firing a fine crack was
observed, and this was followed by others. The progress was slow,

however, and the cracks did not open wide enough to have any

decided effect on the rate of heat flow to the interior of the column.

There was no spalling.

Round Cotvmns
5fee/: £ % vertical

Pf/tsburan Grave/
P/ffsburgb 6and

6000
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V 9000
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W. Mnfte/d.fPa) Limestone
P/ttsJburyb Jand

sra/ned (triz/e nof or /hee. ^ ^ of 4-hour fins tesr-

Profecfed Jbu

ffe'concrete

Protected by

/£concrete

Protected Jbo

/^'concrete

(b) Columns Made With Long Island Gravel and Sand.—In

the test of column 37 considerable snapping was heard, beginning

soon after the test was started and lasting for about 40 minutes.

This was attended by the flying of small fragments, some of which

flew out through the peepholes of the furnace. After the test

had been in progress an hour cracking of the outer concrete was
observed to start. Cracks developed rather slowly. After two
hours of firing portions of the outer concrete were observed to be

bulging. Portions broke up in the form of slabs as the test pro-

gressed, but none of these slabs fell off. Near the end of the test

the bulging had progressed to such extent that in one place the

portions of the shell appeared to be pushed out about 8 inches

from their original position.
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In the test of column 38 cracking of the shell began after 45
minutes of firing. At the end of one and one half hours the shell

was breaking up rather rapidly, forming slabs. After the first

two hours portions began to fall from a portion of the column not

readily observed from the peepholes. How much of the shell fell

off before the end of the test could not be ascertained, but the

appearance after the furnace had cooled indicated that the amount
may have been considerable.

(c) Columns Mads With West Winfield (Pa.) Limestone.—
There was little to note in the appearance of the columns in

the tests 21 and 22. The few cracks which appeared were so

fine that they were indicated mainly by the darker color of the

surface of the concrete fringing them. The protective concrete

remained intact during the fire test. The columns were loaded

to failure while hot at the end of the fire test. After cooling it

was found that with the exception of that portion which came in

the region of the actual fracture of the column the protective

concrete was still solid on the column.

(d) Pittsburgh Gravel Concrete Column, With Protec-

tion of Cinder Concrete.—Column 41 was made by wrapping

tar paper around the outside of the reinforcement, thereby dividing

the space within the form, so that one kind of concrete could be

placed inside and another kind outside the reinforcement. Pitts-

burgh gravel concrete was used in the load-bearing portion and

cinder concrete from bituminous cinders in the outer portion.

In the test of this column there were yellowish flames playing

about the column during a large part of the test, indicating that

gases were being distilled out of the cinders, tar paper, or both.

Cracking of the protective concrete was first observed after 50

minutes of firing. The cracking was somewhat extensive, but

not similar to that in the columns in which spalling took

place. Cracks opened wider in the course of the test, one crack

appearing to be about 3 inches wide at the widest part. None
of the material fell off.

3. COLUMNS 18 INCHES IN DIAMETER, WITH NO REINFORCEMENT

These columns were made from Pittsburgh gravel and sand

(Table 3). In the fire test they showed a strong tendency to

spall, but the spalling action was somewhat different from that in

reinforced columns from the same aggregate. In the test of col-

umn 12 evidence of shell failure was first observed after 25 min-

utes and in column 14 after 45 minutes. In both cases cracking,
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Fig. 8.

—

Views of square vertically reinforced columns (25, 29, and jo) after

failure when load was increased at the end of thefour-hour fire test
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TABLE 3.—Plain Concrete Columns

[Outside diameter, 18 inches; thickness of concrete considered as protective material, iy2 inches; reinforce-

ment, none; effective area, 180 square inches; working load, 81,000 pounds=450 lbs./in.2]

Col-
umn
num-
ber

Age at time
of test

Stress at maxi-
mum load

—

Maximum temperature
at end of fire test

—

Aggregate

Months Days

With-
out
fire

test

At end
of four-
hour
fire

test

At 2%
inches
from
sur-
face

At 5%
inches
from
sur-
face

At
center
of col-

umn

f
12
14
15

7
9

7

10
23
10

Lbs./
in.2

"3,"656"

Lbs./
in. 2

835

0)

C.
1,070
950

°C.
450
240

C.
205
120

1 Column 14 failed under working load at end of 3 hours and 45 minutes.

breaking up into slabs, and falling of slabs progressed steadily,

but rather slowly. The loss of protective concrete was more
rapid than in columns with vertical reinforcement, but no hoop-

ing; it was less rapid than in hooped columns from the same

aggregate. The thickness of the concrete dislodged by spalling

was somewhat irregular. It appeared to be approximately 1%
inches on the average. These columns failed suddenly with

considerable shock, breaking up into large pieces which fell to the

bottom of the furnace.

^tfcrn? Co/c//77/7S

Sree/. £Z//er//ca/.

fi/<73f ft/rn&ee ^/a<?
|[

Trap /2gc# Csustea'Z/Me&e/X'

Fig. j
—Square columns with vertical reinforcement and no hooping

4. COLUMNS 16 INCHES SQUARE, WITH VERTICAL REINFORCEMENT

General results of tests are given in Table 4 and Figure 7 and

typical views of columns after test in Figure 8.

(a) Columns Made With Pittsburgh Gravel.—In columns

25 and 26 (Table 4) the spalling tendency was strongly exhibited.
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In column 25 cracks indicating the beginning of spalling were

observed after 20 minutes of firing. Cracking of the outer con-

crete progressed steadily. At the end of one and one-half hours

the outer concrete appeared to be split loose from the column at

all the corners, but none of the slabs so separated had yet fallen.

At 1 hour and 50 minutes one piece from near the bottom of one

of the corners fell off. So far as could be observed no more of

the concrete fell from this column during the fire test and no
steel was exposed.

TABLE 4.—Square Vertically Reinforced Concrete Columns

[16-inch square columns. Thickness of concrete outside the steel, 1% inch. Reinforcement: 2 per cent
vertical, 4 rods, 1 inch diameter; ties, Vi inch diameter, 12-inch centers. Effective area of concrete, 156
square inches; area of steel, 3.14 square inches; effective area of column, 159 square inches; working load
92,000 pounds =578 lbs./in.*]

Col-
umn
num-
ber

Age at time
of test

Stress at max-
imum load

—

Maximum
temperature

at end of fire

test—

Aggregate

Months Days

With-
out
fire

test

At end
of four-
hour
fire

test

At
depth

of

vertical

rods

At
center

of

column

Pittsburgh gravel and sand
(

25
26

I
28

/ 44

\ 45

f

29

\ 30

I 32

f
51
52

I 53

f 56

I 57

7

8

7

4
4

8
8
7

4
4
4

4
4

24
4
1

8
24

14
27
25

5
26
12

5
12

Lbs./
in.2

""5,"630"

"5,"690"

"4~7(J6~

"4,~480"

Lbs./
in.a

1,005
830

C.
775
995

°C.
160
165

Pure quartz gravel and Long Island sand

West Winfield (Pa.) limestone and Pittsburgh
sand

680
868

2,360
2,420

1,000
1,000

660
630

250
280

100
100

2,278 690 100

New Jersey trap rock and Pittsburgh sand_

1,905

1,855

770

690

In the test of column 26 cracking was observed after 14 minutes,

and the breaking loose of the outer concrete at the corners pro-

gressed rapidly, the lines of separation at the surface being about

6 inches back from the corners. Slabs began to fall at the end

of 33 minutes and continued until, at the end of 1 hour and 50
minutes, all the vertical rods were exposed over a considerable

portion of their length. Deep vertical cracks developed near

the middle of the sides of the column, and there was considerable

buckling of the outer concrete in several places. The appearance

of the column and the fact that it was necessary to work the

pump frequently to maintain the working load indicated that the
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1

column was on the verge of failure at the end of the fire test,

failure occurring at 830 lbs. /in.
2

.

(6) Columns Made With Pure Quartz Gravel.—In the test

of column 44 spalling started after 33 minutes and continued

steadily. After 2 hours and 15 minutes of firing all the outer con-

crete was gone from the corners of the column with the exception

of unimportant portions near the ends, exposing the column rods.

In column 45 the spalling action was somewhat slower, starting in

at 45 minutes and continuing until the test had been in progress

approximately two and one-half hours. A large part of the pro-

tective concrete on the corners spalled off. As was the case with

the other square columns already referred to, this column was in

a very much shattered condition after failure.

(c) Columns Made With West Winfield (Pa.) Limestone.—
In the test of column 29 some fine cracks were indicated in the

third hour of the test by dark streaks on the surface of the column.

Except for these there was no evidence of cracking and no spalling

during the fire test. The observations in the test of column 30

were practically the same as in that of 29.

(d) Columns Made With Blast-Furnace Slag.—In the test

of column 51a lively snapping was heard after 15 minutes of firing,

accompanied by the flying of small fragments, some of which flew

out of the peepholes. This subsided after a few minutes. With
the exception of the pits left by the bursting of some of the indi-

vidual pieces of the slag aggregate next to the surface of the col-

umn, there was no surface indication of injury to the column dur-

ing the fire test. No cracks were visible and, of course, no other

indication of spalling. When the load was increased at the end of

the four-hour fire test, the column failed suddenly without warning

and with a comparatively loud report. The observations in the

test of column 53 were practically the same as in 51.

(e) Columns Made With New Jersey Trap Rock.—No
cracks were visible during the fire test of this column (56) . At the

end of the fire test the column failed under increased load without

shock.

5. COLUMNS MADE WITH PITTSBURGH GRAVEL CONCRETE 12

INCHES IN DIAMETER, WITH VERTICAL AND SPIRAL REINFORCE-
MENT

The main results of the tests made are given in Table 5. There

was considerable difference in the behavior of columns 33 and 35
in the fire test. In column 33 disturbance in the outer concrete
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was indicated after 40 minutes by fine, short, vertical cracks

grouped in a single curved line. Within a few minutes these

TABLE 5.—Twelve-Inch Columns

[Outside diameter, 12 inches; thickness of concrete outside the steel, \y2 inches. Reinforcement: 2 per cent
vertical, 4 round rods, y& inch diameter; 1 per cent spiral, % inch diameter, 2 YA inch pitch, 2 spacers.
Effective area of concrete, 60.8 square inches; area of vertical steel, 1.23 square inches; effective area of
column, 62 square inches; working load, 51,000 pounds=822 lbs./in. 2

]

Col-
umn
num-
ber

Age at time
of test

Stress at maxi-
mum load

—

Maximum temperature
at end of fire test

—

Aggregate

Months Days
Without

fire

test

At end
of four-
hour

fire test

At
depth of

vertical

rods

Mid-
way be-
tween
steel
and

center

At
center

of

column

Pittsburgh gravel and sand
f

33

\ 35

[ 36

7

10

7

4

5
6

Lbs./in.2

~~4,~840~

Lbs./in.2

1,145

(0

°C.
690

°C.
560

°C.
480

i Column 35 failed under working load at end of two hours.

cracks had widened and others had appeared. The outer concrete

gradually broke up into slabs, which, however, were still in place,

although some cracks opened wide, so that the spiral steel could be

seen through one of them in the latter part of the test. After

one and one-half hours of firing the shell of outer concrete was

observed to be bulging considerable in various places. After the

test had been in progress for about three and one-half hours a

small slab of concrete fell off, exposing the spiral steel in an area of

something like a square foot. This column, in spite of the spalling

tendency which was strongly exhibited, had practically the full

protection of its protective concrete, except during one-half hour

of the test, and of a very large part of it during the entire test. In

the test of column 35 spalling was evidenced after 40 minutes and

progressed rapidly, a large slab of the protective concrete falling

at the end of 50 minutes. A large part of the protective concrete

had fallen in 1 hour and 10 minutes from the start of the test. At
the end of two hours the column failed without shock under its

working load.

VIII. COLUMNS WITH ADDITIONAL INSULATING MATERIAL
IN THE FORM OF PLASTER

In the case of columns in existing buildings, one of the simplest

ways of securing additional protection would be by applying

plaster to the column. This raises the question as to whether
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such protective material will stay in place during a fire, particu-

larly if applied to gravel concrete, which itself has a tendency to

spall and come off. The test data of Table 6 compared with the

data of Table 1 show the results obtained from the addition of a

TABLE 6.—Columns Protected by Concrete and Plaster

[Outside diameter of concrete, 18 inches; column diameter increased to 20 inches by plastering; thickness
of protective material, iy2 inches. Reinforcement: 2 per cent vertical, 8 round rods, yi inch diameter;
1 per cent spiral, ^ inch diameter, 2-inch pitch, 2 spacers. Effective area of concrete, 168.7 square inches;
area of vertical steel, 3.53 square inches; effective area of column, 172 square inches; working load, 822
!bs./in.2]

Col-
umn
num-
ber

Age at time
of test

Stress at maxi-
mum load

—

Maximum temperature
at end of fire test

—

Aggregate

Months Days

At end
of four-
hour
fire

test

Tested
coid
after

four-
hour
fire

test

At
depth

of

vertical

rods

Mid-
waybe-
tween
steel

and
center

At
center

of

column

Pittsburgh gravel and sand
f 14

16

I 2 76

12

5
6

10

2

16
25

23

Lbs./in.2

"37270~

Lbs./in.2

5,970
5,615

6,050

°C.
375
410
460

410

°C.
155
160

°C.
90
110

West Winfield (Pa.) limestone and
Pittsburgh sand 135 90

1 Columns 4, 6, and 19 were given the additional protection of 1 inch of plaster composed of Portland
cement and sand with a small percentage of lime hydrate. The plaster covering was reinforced with
light expanded metal.

2 Column 76 was plastered with a mixture of Portland cement and crushed bituminous cinders, increas-
ing the thickness of protective materialfrom iK to 2K inches. No metallic binder provided for the plaster.

thickness of approximately i inch of plaster to columns which

were originally built with if/£ inches of protective concrete. It

was anticipated that the plaster would not stay in place during

the fire unless reinforcement or binder was used to hold it in

place, and in columns 4, 6, and 19 this was provided. The
plaster used on these three columns was of the following com-
position :

First coat: 1 part, by volume, Portland cement; 2 parts, by
volume, sand; hydrated lime to the amount of 10 per cent, by
weight, of the cement. Second coat: Same as above, except that

hydrated lime to the amount of 15 per cent, by weight, of the

cement was added. No finish coat was applied. The expanded

metal used was of 16-gauge steel (0.0625 inch), 2-inch mesh,

and weighed 1.67 lbs./yd. 2
.

The expanded metal was furred out approximately one-half

inch from the surface of the column, so that it occupied a position

at about the middle of the thickness of the plaster. Tater expe-

rience in the use of light metal reinforcement in protective plaster
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has indicated that it would be practical and probably less expen-

sive to apply the first coat of plaster and after this coat had
hardened sufficiently apply the expanded metal or other rein-

forcing material directly over the first coat and then complete

the plastering. In case the main object was to safeguard against

the falling off of the protective concrete, the secondary reinforce-

ment could be applied directly over the original concrete and one

coat of plaster applied to protect the secondary reinforcement as

well as to provide additional insulation.

Columns 4 and 6 were the same before plastering as columns

1, 2, and 3 (Table 1), all of which spalled in the fire test, losing

the protective concrete and giving poor results.

Column 4 was tested 66 days after plastering. Cracks began

to be visible in the surface of the plaster after 1 hour and 20

minutes of firing and continued to appear during the next hour.

After that the cracks, which were fairly regular and generally

vertical in direction, seemed to widen gradually during the remain-

der of the test.

Immediately after the completion of the four-hour fire test the

load was increased to 600,000 pounds (3,480 lbs. /in.
2 of effective

area) without producing failure or any observable change in the

appearance of the column. After cooling the plaster covering

was found to be cracked into seven long strips, like staves, sepa-

rated by fairly regular, generally vertical cracks, the greatest

width of crack being approximately one-half inch. None of the

plaster had fallen off and none of it was bulging greatly.

When the plaster was removed, it was found that the protective

concrete was very much broken up, giving an appearance similar

to unplastered columns at the period of test when the shell was

breaking up but the slabs had not yet started to fall off. Whether

this breaking up of the protective concrete of column 4 took place

during the fire test or when the load was increased at the end of

the fire test could not be determined. It may be said in this

connection that when column 18, which w^as a limestone concrete

column with spiral reinforcement, was loaded at the end of the

fire test a portion of the protective concrete buckled, due to the

deformation, although there had been no spalling during the fire

test. It seems probable, judging from this and other observa-

tions made in the course of the investigation, that the protective

concrete of column 4 may have cracked during the fire test, and

that the deformation which occurred when the load was increased
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tracked shell into slabs. At any rate, the

m^ J. in place during the fire test, and, so far as

insula. concerned, was approximately as effective as if

it had no jn broken. The final temperatures in this column

(Table 6) and the strength of the column when tested cold after

the fire test testify to the effectiveness of the combination of

concrete and reinforced plaster which protected it.

The record of the test of column 6 is almost the same as that

of 4. A small slab of the outer coat of plaster was observed to

have fallen awa}^ after 25 minutes of firing. With this exception,

there was no essential difference between the behavior of this

column and that of column 4.

Column 19, which was a limestone concrete column covered

with 1 inch of reinforced plaster, the same as 4 and 6, was tested

50 days after it was plastered. The cracking of the plaster

observable during the test appeared to be less extensive than in

the tests of columns 4 and 6. The first cracks seen were ob-

served at the end of 1 hour and 15 minutes. At the end of

the fire test only two small cracks, each about 1 foot long, were

visible. The increase of load to 3,480 lbs. /in.
2 at the end of the

fire test produced no noticeable change in the appearance of the

column.

When this column was examined after cooling, it was found

that there were seven fairly well-defined vertical cracks, some
continuous and the others nearly so, extending from the top to

the bottom of the exposed portion of the column. The plaster

sounded hollow over the entire exposed portion and was soft and

friable throughout its thickness, though softer in the outer than

in the inner portion. The concrete under the plaster was soft

near the surface, being fairly hard at a depth of three-eighths to

one-half inch.

The plaster on the half of the column facing the door of the

furnace was soaked with water at intervals during the day after

the test to try the effect of recovery. After standing five days

there was no apparent difference between the condition of this

portion of the plaster and of that which had not been watered

after the test.

On the removal of the plaster it was found that the limestone

in the concrete next to the surface of the original column had been

decarbonated. The depth of decarbonation was small, but the

distribution was fairly uniform over a large portion of the surface

of the column. The protective concrete was not broken up, as

3954°—25 3
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in the case of the gravel concrete columns 4 and 6, but after

standing a few days following the test was obviously unsound
and continued to loosen and show signs of disintegration. Nearly

all of it was removed before the final load test of the cold column
was made.

Had deformation measurements been made, or if the columns

could have been loaded to failure while hot, in these fire tests,

it is probable that considerable difference would have been ob-

served between the behavior of this column, with its 2j4 inches

of protective material, and that of 17 and 18, similar columns

without the additional protection of the plaster. The ultimate

strength of columns 17 and 18 when tested cold after the fire

test was so high that it can hardly be said from these results alone

that the additional protection was needed in columns of this

type, although the ultimate strength of 19, which had the addi-

tional protection, was distinctly higher. It may be judged by
a comparison of the final temperatures (Tables 1 and 6) that

column 19 had a considerably greater margin of safety and pre-

sumably suffered considerably less deformation in the fire test

than 17 and 18.

The results of the tests of these three columns support the

assumption, based on the expansion characteristics of quartz and

granite, that there is not much difference between the effect of

heat on concretes in which these minerals predominate and the

effect on concretes with a more favorable mineralogic composition,

so long as such insulation is provided that the temperatures in

the load-bearing portion of the member do not reach the region

at which steel begins to suffer rapid reduction in strength. The
ultimate strength of these columns had been reduced so slightly

as to justify the conclusion that structures protected so that

temperatures in the steel and load-bearing concrete would not

exceed 400 C. (752 ° F.) in a fire are safe against serious

structural damage by fire.

Column 76 was one that had been made for the purpose of trying

the effect of ordinary metal lath, such as is used as a base for

plaster, imbedded in protective concrete to prevent spalling. It

was found that the concrete did not fill out properly against the

form when this material was within the form, and that the result

of the experiment was a column which required plastering to

give it a good appearance. It was decided to use this column

for a test of the performance of a kind of plaster made from Port-

land cement and crushed bituminous cinders, the latter taking
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the place of sand. Where the metal lath was exposed and the

column needed added material simply to round it out, this was

done with plaster made from cement and sand.

The column was then plastered with a 1
:
3 mixture of Portland

cement and crushed bituminous cinders. It had been found in

a separate investigation of the fire resistance of different kinds

of plasters, the results of which have not yet been published, that

plaster made from Portland cement and cinders, the latter being

crushed to a suitable fineness to take the place of sand, had ex-

pansion characteristics entirely different from and apparently

much more favorable than those plasters made from cement and

sand. Columns 76 and 69a were accordingly plastered with such

a mixture. The cinders were the refuse from bituminous coal

burned under boilers. The composition of these cinders, as

shown by a proximate analysis, was as follows

:

Per cent

Volatile combustible 10. 54

Fixed carbon 28. 33

Ash 61. 13

Total 100. 00

Two coats of plaster were applied with a trowel. No metal

lath or other secondary reinforcement was used to hold this

plaster in place.

In the fire test a patch of the outer coat approximately 18

inches wide and 4 feet high fell off after 10 minutes of firing.

At the end of 20 minutes a long and rather wide crack was show-

ing in the plaster on one side of the column, and the entire surface

of the plaster was aglow. Large portions of the outer coat of

plaster fell off and cracks opened in the inner coat. After 2 hours

and 40 minutes the inner coat was bulging out and large cracks

had opened up in it. A large portion of it appeared to be ready

to fall off. Small portions fell off before the end of the test.

The most important information gained from this test is that

bearing on the properties of the plaster made from cement and
crushed bituminous cinders. Although this material gave sat-

isfactory results on another column (69a, Table 7), its perform-

ance in the test of 76 was not such as to justify recommending it

for use as protective material without some light metal mesh to

hold it in place. It seems probable that a plaster made from
Portland cement, crushed cinders, and a small proportion of

asbestos might give good results, especially if a somewhat better

grade of cinders were used.



668 Technologic Papers of the Bureau of Standards [Vol. a

IX. COLUMNS PROTECTED BY PLASTER IN THE PLACE OF
PROTECTIVE CONCRETE

The objection to the addition of plaster over columns with

reinforcement to hold it in place is that it adds to both the size and

the cost of the columns. If the protective concrete could be left

off and plaster used in its place, the increase in size would be

avoided and to some extent the increase in cost. It was thought

worth while to make tests to determine what could be accom-

plished in this way. The tests made and the results obtained are

given in Table 7. A number of columns (63, 65, 71, and 88) were

made with the same reinforcement and the same effective area as

the 18-inch columns, but 16 inches in diameter. This left 1 inch

of protective material to be added all around to increase the thick-

ness of protective material to ij^ inches and the diameter of the

column to 18 inches.

TABLE 7.—Columns Protected by Plaster Replacing Concrete Protection

[Outside diameter, 18 inches. Protective material applied by plastering. Reinforcement: 2 per cent ver-
tical^ round rods, % inch diameter; 1 per cent spiral,^ inch diameter, 2-inch pitch, 2 spacers. Effec-
tive area of concrete, 168.7 square inches; area of vertical steel, 3.53 square inches; effective area of column,
172 square inches; working load, 822 lbs., in. -J

Col-
umn
num-
ber

Age at time of

test

Stress at maxi-
mum load—

Maximum temperature
at end of fire test—

Aggregate

Months Days

At end
of four-
hour

fire test

Tested
cold
after

four-
hour

fire test

At
depth
of ver-
tical

rods

Mid-
way be-
tween
steel
and

center

At
center

of

column

Pittsburgh gravel and sand...

r » 63
2 65
3 66
«67
8 71
6 72
7 88
S89
9 90
» 69a

9
4
4
4
4
4
4
4

5

17
26
4

22

1

1

14

Lbs./in.2

1,770

"i,~290~

"Z, 455"

1,280
3,120
1,885
2,000
3,200

Lbs./in.2

"~4,~935~

~~5,"345"

° C.
590
440
765
185
570
780
510
685
675
520

°C.
185
220
335
95

250

C.
90
100
150
95
110

245 175

1 Column 63 was made 16 inches in diameter and plastered with a mixture of Portland cement, lime
hydrate, and sand, increasing its diameter to 18 inches.

2 Column 65 was made 16 inches in diameter and plastered with a special plaster containing Portland
cement, asbestos, and sand, increasing its diameter to 18 inches. This column did not fail at the end of

the four-hour fire test under the maximum furnace load, 3,480 lbs./in. 2
.

3 Column 66 was cast in a form made by covering the spiral reinforcement with metal lath and plaster-

ing on the metal lath with cement plaster.
4 Column 67 was made by pouring concrete in a form made of metal lath wrapped around the reinforcing

steel, column then pla'stered with a mixture of gypsum, lime, and kieselguhr. Poultry netting used for

binder in plaster. Total thickness of protective material, 1% inches; thickness of plaster, approximately
1 inch. This column did not fail at the end of the four-hour fire test under the maximum load of the furnace
loading equipment, 3,480 lbs./in. 2

.

6 Column 71 was made 16 inches in diameter and plastered with a mixture of cement, lime hydrate, and
sand, increasing its diameter to 18 inches.

6 Column 72 was cast in a form made by covering the spiral reinforcement with metal lath. Protective ma-
terial added by plastering with a mixture of Portland cement, lime hydrate, and sand.

7 Column 88 was a duplicate of 65.
8 Columns 89 and 90 were cast in a form made by covering the spiral reinforcement with metal lath. Pro-

tective material added by plastering with a mixture of lime hydrate, gypsum, and sand. Total thickness
of protective material, i>2 inches. Thickness of plaster approximately 1 inch. No metallic binder in
plaster.

8 Column 69a was originally cast in a gypsum form (see Table 8). Column was subjected to four-ho'^r

fire test in the gypsum form. At the end of four-hour fire test it did not fail under the maximum furnace
load, 3,480 lbs./in. 2

. After fire test gypsum form removed and protective material added by plastering on
concrete with a mixture of Portland cement and crushed bituminous cinders.
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1. CEMENT AND SAND PLASTER ON CONCRETE

Columns 63 and 71 were plastered with a mixture of 1 part

Portland cement, 1/10 part hydrated lime, and 2]/2 parts sand, by
volume. The plaster was applied with a trowel. Before plas-

tering the surface of the column was hacked with a mason's

point and hammer, the cuts being about 1% inches apart all over

the column. After wetting, the surface was covered with a bond

coat about one-fourth inch thick consisting of one part Portland

cement and approximately one-half part of sand. This was

scratched and covered the following day by the scratch coat and

the brown coat.

Column 63 was tested 53 days after plastering. As soon as the

interior of the furnace had acquired a fair degree of visibility

within the first 10 minutes of firing a long crack was observed

which appeared to extend from near the top to the bottom of the

column. The position of this crack was such that it could not

be seen well enough to judge as to its width or depth. Other

cracks opened one after another and at the end of 35 minutes a

portion of the plaster was bulging. Cracks became wide gaps

through which the second coat of plaster was visible, and at the

end of 52 minutes the outer coat of plaster began to fall off.

About half of the scratch coat (not the bond coat) was exposed

very soon after the plaster began to fall. At that time there were

no cracks visible in the scratch coat.

At the end of 1 hour and 20 minutes the remaining portions of

the outer coat were considerably broken up and portions con-

tinued to fall at intervals, but this action was slow. Cracks

appeared and widened progressively in the scratch coat, but so

far as could be observed all of the scratch coat stayed on during

the fire test, though some of it came off when the column failed in

the load test following the fire test, and more of it came off during

the cooling. In this case the second coat applied over the bond
coat is referred to as the scratch coat.

Column 71 was plastered when the column was 14 days old and

was tested 107 days after it was plastered. The behavior in the

fire test was so nearly like that of column 63 that no separate

account of the test is necessary.

2. CEMENT, ASBESTOS NAILING COMPOUND, AND SAND PLASTER
ON CONCRETE

Columns 65 and 88, like 63 and 71, were made 16 inches in

diameter to be increased to 18-inch diameter, with 1 inch pro-
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tective material applied by plastering. The plaster used on these
columns was a mixture composed of 1 bag (94 pounds) Portland
cement; 1 bag (100 pounds) of the asbestos compound, and 2

cubic feet* of sand. The nailing compound was a proprietary
material, which examination showed to be composed almost
wholly of short fibered and granular asbestos.

Both columns were hacked before plastering. The plaster was
applied directly on the hacked surface after wetting, in the case
of 88. Before the scratch coat was applied to 65 a belt 2 feet

wide, extending downward from a level 3 feet below the top of

20

T/MB
FlG. 9.

—

Furnace and column temperatures, 16-inch Pittsburgh gravel concrete column
No. 65, protected by 1 inch of Portland cement-asbestos-sand plaster

the column, was plastered with a bond coat consisting of 3 parts

Portland cement to 1 part sand. The scratch coat was applied

immediately after this bond coat without waiting for it to set

and without scratching it. With the exception of the 2-foot belt

having the bond coat, the scratch coat was applied directly to

the hacked surface of the concrete.

In the fire tests of both of these columns cracks appeared in the

surface of the plaster, but they were not of such extent as to be
considered important. All the plaster stayed in place throughout

the four-hour fire test in both cases and afforded moderately good
protection compared with an equal thickness of concrete. The
temperature curves for column 65 are given in Figure 9. It will
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be noted that the temperatures attained in the steel of limestone

concrete and of slag concrete columns were about the same as

those attained in these plastered columns.

3. COLUMNS CAST IN METAL LATH FORMS

Consideration was also given to the saving that might be effected,

in the case of columns that were to be protected by plaster in place

of the usual protective concrete, by using metal lath, covering the

spiral reinforcement, as a form. As shown in Table 7, four columns

were made in this way. One column (66) was made in a form con-

sisting of metal lath covered with plaster. The metal lath was

wrapped around the spiral reinforcement and plastered, the con-

crete being poured in the resulting form after the plaster had set.

Observations made during the making of this column indicate that

this would not be as satisfactory a method as that of pouring the

concrete in the metal lath basket first and plastering the column

afterward.

In placing the metal lath to serve as a form over the steel rein-

forcement care was taken to place the lath right side out, or right

side up, so that the concrete could not escape as readily as if

the lath were placed the other way. In making column 67 the

consistency was kept sufficiently fluid so that the concrete would

spread out somewhat on the mixing floor instead of standing up
in a mound. It was not as wet, however, as could be made in

hand mixing and not as wet as is commonly used in construction

work. The concrete placed in the lower half of the column was
well poled during the placing and filled out against the spiral and

around the spiral steel fairly well. A little mortar oozed out

through the metal lath and trickled down, but the loss of material

was not important. The concrete was not so well poled during

the pouring of the upper half, and in consequence did not fill out

so well around the spiral steel and against the lath. In some
places large voids remained after the concrete was placed. In

spite of these voids the column showed good strength when tested

cold after the four hour fire test.

The consistency used in making column 72 was considerably

wetter than in the case of 67; it was wet enough to spread out

rather thinly over the floor, but not wet enough for the water to

separate to any great extent. It was about as thin as it is

practical to make by hand mixing. All the concrete was mixed
in one batch and the form filled quickly up to within 3 feet of the

top. Pouring was then stopped for a short time and the metal
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lath hammered moderately outside the poured portion in an
effort to make the concrete fill out properly. The remaining

portion was poled moderately during the pouring. Over a large

portion of the column the concrete did not fill out completely

against the metal lath and around the spiral steel. The coarse

aggregate banked up against the spiral and held the fine material

back. Not enough concrete passed through the spaces in the

spiral to fill the small amount of space between the spiral and the

lath. Approximately a gallon of thin mortar collected at the

bottom of the column, on the floor, during the operation. The
concrete was placed quickly in this column so as to determine

whether any considerable pressure would develop against the

metal lath form in the lower portion, due to the weight of the

concrete above. The pouring was completed within approxi-

mately 30 minutes. Practically all the pressure was exerted

against the spiral instead of against the metal lath. In the

case of a concrete in which the maximum size of coarse aggregate

was much smaller than that in this gravel, the results would

unquestionably be somewhat different, but it is doubtful if the

pressure exerted on the metal lath would be excessive in ordinary

construction work.

In making columns 89 and 90 it was found that there was

very little difference between the results obtained in trying to

make the concrete fill out well against the metal lath with concrete

that was about as wet as could be produced with hand mixing

and that which was somewhat stiffer. In either case there was a

tendency for the mass of the concrete to bank up against the

spiral, leaving holes or pockets which did not fill up because the

soupy material which would separate out from the concrete was

too thin to be retained by the metal lath and would trickle into

these pockets and out again. How much difference this imperfect

filling would make in the strength of a column is somewhat

problematical. An examination of these columns before they

were plastered gave the impression that the strength would

probably be practically the same if the concrete had filled out

perfectly. The concrete did not make contact with the inside

of the spiral at all points, and a considerable portion of the outside

of the spiral was not covered with cement. The strength shown

by column 67 when tested cold after the four-hour fire test shows

that this was a good column, imperfectly filled out as it was.

This was the only column made in the metal lath forms which
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gives much information as to the strength of such columns

because the others were not well enough protected to be expected

to show high strength at the end of the fire test.

It is probable that if this general method of making columns

should prove to be useful a better covering than the ordinary-

metal lath would be devised for the purpose.

(a) Columns Protected by Cement-Lime-Sand Plaster on
Metal Lath Forms.—The protective material on columns 66 and

72 was the same, viz, plaster made from 1 part Portland cement

1/10 part hydrated lime, and 2% parts sand, by volume. In the

case of column 66 the metal lath was placed on the steel and

plastered before the concrete was placed. The concrete was
placed in the metal lath form of column 72 before plastering.

In both cases the plaster was applied with a trowel and con-

tained no metal mesh to hold it in place, with the exception of

the metal lath on which it was applied. The plaster on 66 had
four months and that on 72 had about three and one-half months

in which to set and dry out before being fire tested. The behavior

of the two columns under fire was so similar that it is sufficient to

give an account of the test of 72.

A large patch of the outer coat of plaster fell from the lower

part of this column within the first 12 minutes of firing. This

seemed to be the outer half of the outer coat, as no scratches were

visible in the surface exposed. At the end of 16 minutes a patch

of the scratch coat was exposed and a portion of the outer plaster

was observed to be bulging. Plaster continued to drop off, and

at the end of 25 minutes about one-third of the scratch coat

appeared to be exposed. After that the action was slower, about

half the scratch coat appearing to be exposed at the end of the

first hour. After the first hour there was not much change in

the appearance of the column except that cracks appeared in the

exposed portions of the scratch coat.

After the column had cooled it was found that very little of the

plaster had fallen from the upper third of the column. Of the

remainder about half had lost the outer portion of the outer coa,t

and the other half had lost all the outer coat, exposing the scratch

coat. According to this estimate, about one-third of the scratch

coat was exposed, although it was all in place. There appears to

be some bond between all the layers of plaster, and the scratch

coat was well anchored to the metal lath. The protection afforded

by this kind of plaster, with no additional reinforcement to hold
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the outer portion in place, can not be regarded as satisfactory,

although the results were somewhat better than those shown by
the ordinary gravel concrete protection. It would obviously be

desirable in case columns or other members were to be plastered

for fire protection to use a plaster that would stay in place under

fire and also one having better insulating properties.

(b) Column Protected by Special Insulating Plaster on
M^tal Lath Forms.—Column 67, like 72, was cast in a metal

lath form and plastered afterwards. Some preliminary work had
been done to determine the properties of various combinations of

cement, kieselguhr, lime, and gypsum with the purpose of find-

ing, if possible, a combination which would make a plaster of good

insulating efficiency and of such physical properties that it would

stay in place under fire conditions without any special binder or

reinforcement to hold it in place. One of the most promising

mixtures was selected for the protection of column 67, but on

account of a tendency to shrink when heated it was thought best

to make some extra provision against portions falling off to be

certain of obtaining a determination of the insulation afforded by
the entire thickness of plaster. The mixture used consisted of 56

per cent neat gypsum plaster, 24 per cent hydrated lime, and 20

per cent kieselguhr (infusorial earth) , by weight. The plaster was
applied in three coats, followed by a thin finish coat of gypsum
plaster and hydrated lime. After the second coat was applied

the column was covered with a light 2 -inch mesh poultry netting,

drawn fairly tight and wired where the edges overlapped. The
third coat of plaster concealed the poultry netting, the finish coat

simply serving the usual purpose of giving a good external

appearance.

In the fire test most of the finish coat came off within the first

15 minutes. After the first 20 minutes cracks appeared in the

surface of the third coat of plaster. These were irregular and

extended in various directions, but most of them were approxi-

mately horizontal. These widened slowly as the test progressed.

At the end of the first two hours the widest cracks appeared to

be a little over one-eighth inch wide at the surface. The main

cracks formed irregular checkers, approximately 9 inches across.

Finer cracks were visible within the boundaries of these areas.

At the end of the four-hour fire test the widest cracks appeared

to be about three-sixteenths inch wide at the surface, and all the

plaster, with the exception of the finish coat, appeared to be in
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place. The load was immediately increased to 3,480 lbs./in.
2
.

The column withstood this stress without any visible effect.

When the column was examined after cooling, there was found
to be practically no bond left between the second coat of plaster

and the third coat. Over a considerable portion of the column
there was still a fairly strong bond between the inner coat and
the second coat. The outer coat was soft and easily reduced to

a powder. The middle coat was considerably harder and firmer.

The first coat was sufficiently hard and well enough bonded to

/fir &? 4? 2,Jir 20

77M£
Fig. 10.

—

Furnace and column temperatures, 16-inch Pittsburgh gravel concrete column,
No. 67 cast in metal latk form and protected by I inch of gypsum-lime-Keiselguhr
plaster

the column so as not to be removed with tools without some
difficulty.

Just how this column would have fared without the poultry

netting to hold the outer plaster in place is, of course, problem-
atical. It may be that if a reasonable proportion of asbestos

were included in the mixture for the outer coat it would stay in

place without any metal mesh like the poultry netting, but this

was not tried. The outstanding feature of this test was the

superior protection afforded by this plaster as shown by the low
final temperatures attained (Table 6 and fig. 10). It should be
noted that the total thickness of protective material on this
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column was only i
Y/2 inches, and that the protection was much

more effective than that of columns 4, 6, and 19, which totaled

2y2 inches in thickness. Even columns 68 and 69, with a total

thickness of 2
if inches protective material, 2-3^ inches of which

was gypsum, were not as well protected, as shown by the final

temperatures (Table 8), as was this column. One inch of this

special plaster gave better protection, judged by the temperatures

in the column at the end of the four-hour fire test, than 2^ inches

of gypsum (plaster of Paris) , which is known to have exceptional

heat retarding properties.

It is not the intention to recommend the use of this particular

mixture as a protective material—further investigation is likely

to produce better ones. It does seem worth while, however, to

call attention to the fact that a comparatively thin coating of a

material with the insulating properties of this plaster would give

better protection than the usual 1^ or 2 inches of protective

concrete and that the saving in size and weight would be con-

siderable.

4. GYPSUM-LIME-SAND PLASTER ON COLUMNS CAST IN METAL-
LATH FORM

In a separate investigation that has already been referred to a

number of combinations of gypsum, lime, and sand were studied to

determine whether any combination of these three materials

would give a plaster which would neither shrink nor expand a

great deal under fire-test conditions and which would give good

protection to a column without any special reinforcement or

binding material to hold it in place. As might be expected, it was

found that in those mixtures in which the expansion of the sand

is most nearly balanced by the shrinkage of the other materials

expansion is shown in the first few minutes of firing, followed by
shrinkage after that time. Of the mixtures that were made in the

course of the work the most promising seemed to be one in which

the proportion of neat gypsum plaster, hydrated lime, and sand

was 50:20:30, by weight. Two columns, 89 and 90, which had

been cast in metal-lath forms were plastered with this mixture.

No poultry netting or other reinforcement was used to hold the

plaster in place. In the fire test the outer portions of the plaster

began to split open and fall off in large slabs in the first few min-

utes of firing, and after approximately one hour practically no

plaster remained except the first coat applied. This stayed on

throughout the four-hour test. It will be seen by a comparison
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Fig. ii.—Views of columns (4, 66, and 76) protected by plaster after failure

under increased load after withstanding thefour-hour fire test
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of data (Table 7) that the insulation was somewhat more effective

than that on 66 and 72, which were made in the same way but

covered with cement-sand plaster.

5. CEMENT-CINDER PLASTER ON CONCRETE

Column 69a was originally 69, which, as shown in Table 83

was cast in a gypsum form. It was judged, both by the apparently

good condition of the outer concrete after the column had been

stripped of the form and by the comparatively low temperatures

attained in the fire test, that this column, after having been

subjected to a four-hour fire test and to a load test of 3,480

lbs. /in.
2 at the finish of the fire test, was still suitable for use in a

second fire test to test the behavior of cement-cinder plaster. It

was accordingly plastered by the trowel method with a mixture of

Portland cement and crushed bituminous cinders, 1
:
3 by volume.

The cinders were of the same grade as those used for the plaster

on column 76 (p. 667). The thickness of plaster required to bring

the diameter of the protected column to 1 8 inches and the total

thickness of protective material to 1 yi inches was approximately

1 inch.

In the fire test horizontal cracks, apparently caused by shrinkage,

appeared gradually in the first hour of the test and a flickering,

slightly luminous flame, seemingly supported by gas issuing from

the cracks, played about the column. After the first hour but

little change in the appearance of the column was observed.

The horizontal cracks widened somewhat, and at the end of the

third hour a long, irregular, vertical crack was observed. All

the plaster remained in place throughout the fire test. On exami-

nation after cooling the plaster was found to be loose, except near

the ends of the column.

The behavior of the plaster on this column was consistent with

the results of tests made of such plaster in the separate investiga-

tion already referred to. However, in the case of column 76

(Table 6) a plaster of this kind failed to stay in place in the fire

test. It should be noted, however, that a poor grade of cinders

was used. The fact that in separate tests slabs made from this

sort of material showed extremely little expansion, compared
with specimens made from cement-sand plasters, indicates that

the possibilities of fire-resistive plasters made from crushed cinders

instead of sand are worthy of further investigation. Anthracite

cinders are probably superior for the given purpose to those used
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in these tests. It is also worth while to consider in this connection

the results of the tests of columns 65 and 88, which were protected

by the cement-asbestos-sand plaster. It seems probable that

some combinations of cement and cinders with asbestos or similar

material would have excellent fire-resistive properties, and that,

on account of the cinders having much more favorable expansion

properties than the sand, a comparatively small proportion of

the asbestos compound or other similar material would suffice to

give the plaster the properties necessary for good results.

A comparison of results obtained with plasters and also with

columns cast in gypsum forms is given in Figure 12.

Stee/: z% i/erf/co/, /% sp/ro/

P/ftsburp/r Crave/
P//fc6(/rfh dond

^ W?r v£^V *g^»
ProtecfeJ J>y: /''concrete '/^concrete

dfcpfipsi//77 form Z&pyjpsi/m faro? /"c'/rffpfifr pfosfer /'jfec/'a/pfas/tr

Fig. 12.

—

Results of tests of typical plastered columns and columns cast in gypsumforms

X. COLUMNS CAST IN GYPSUM FORMS

On account of the well-known heat retarding properties of

gypsum in the form of plaster of Paris it seemed desirable to try

out the possibilities of this material for the protection of gravel

concrete columns. If such a material were to be applied in the

form of plaster, the cost of application would be considerable. If

it were made up into forms, eliminating the cost of steel or wood
forms, the additional cost for material and application would be

partially compensated for. Forms were accordingly made in

hollow cylindrical sections so fashioned at the ends as to be

self-centering when set up, one on another. Forms were made in

two sizes, the first 1 7 inches internal and 23 inches external diam-

eter and 21 inches long; the other isH inches internal and 20^-

inches external diameter by 21 inches long.
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[Outside diameter of concrete, 15y2 inches; thickness of form, 2^ inches; total thickness of protective

material, 2§f inches. Reinforcement: 2 per cent vertical, 8 round rods, K inch diameter; 1 per cent

spiral, ^ inch diameter, 2-inch pitch, 2 spacers. Effective area of concrete, 168.7 square inches; area of

vertical steel, 3.53 square inches; effective area cf column, 172 square inches; working load, 822 ibs./in. 2
]

Col-
umn
num-
ber

Age at time
of test

Stress at maximum
load

—

Maximum temperature
at end of fire test

—

Aggregate

Months Days
With-
out fire

test

At end
of four-
hour
fire

test

Tested
cold
after
four-
hour
fire

test

At
depth

of

vertical

rods

Mid-
way be-
tween
steel

and
center

At
center

of

column

Pittsburgh gravel and sand

f 160
61

{ 68
2 69

[ 70

2

4

4
4
4

7

2

3

Lbs./in.2 Lbs./in.2

1.205
2,800

Lbs./in.2

"1,126"

°C.
810
185
305
190

°C.
260
150
95
90

°C.
90
110
85
90

6,480

1 No anchorage was provided for the gypsum form on column 60. Form was anchored to concrete of

column 61 by means of wires. In the forms for columns 68, 69, and 70 light metal reinforcing material,
poultry netting, or expanded metal was used.

2 Column 69 did not fail under the maximum load of the furnace equipment, 3,480 lbs./in. 2 and was sub-
sequently tested as column 69a with plaster protection.

These sections as made in the laboratory were cast in plaster of

Paris molds, such as are used in making pottery molds. They
were made from a second settle gypsum plaster. It was the in-

tention to make the forms as dense as possible, and it was found

that about the lowest ratio of water to gypsum that could be used

successfully under working conditions as they existed was 41:59.

This mixture made good hard forms.

The cylindrical sections were built up one on another to the

required height for the column, the steel was placed inside, cen-

tered, and the concrete placed in the usual way. The gypsum
form was saturated, or nearly saturated, with water before the

concrete was placed.

Only two columns (58 and 59) were made in forms with 23-

inch external diameter. These columns, having a diameter of

spiral of approximately 15 inches, had a total thickness of pro-

tective covering of 4 inches, of which 2]/2 inches were gypsum.

The results of the tests of these two columns are not given in

tabular form. There was sufficient similarity between the obser-

vations made in the two fire tests so that an account of one (58)

will serve all essential purposes.

As soon as the furnace became sufficiently clear to make the

column visible a fine crack about 4 feet long and nearly vertical

was observed. Within a few minutes two other cracks, one on
each side of the first, were observed. At the end of the first 20
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minutes other long cracks were visible, and the characteristic

checking, like that in the surface of mud which has dried in the

sun, was beginning to show. All the cracks widened gradually as

the test progressed. At the end of two hours a piece of the middle

section of the form had fallen out. The width of this piece was
about 15 inches. Within the next 15 minutes pieces of gypsum
covering fell off in quick succession, leaving practically none of it

in place excepting the top and bottom sections, which were only

partially exposed.

During the remainder of the test the exposed concrete cracked

and spalled to some extent, but not a great deal of the material

actually fell off.

When the load was increased at the end of the four-hour fire

test, column 58 failed at a load of 365,000 pounds, or 2,122 lbs. /in.
2

,

and column 59 at 525,000 pounds, or 3,050 lbs. /in.
2

.

Examination of the gypsum after cooling indicated that the

shrinkage of the material is such that it can not be expected to

stay in place without ties of some kind after dehydration has

progressed through, or nearly through, its thickness.

The columns given in Table 8 were made in gypsum forms 15 V&

inches in internal diameter, 20-^ inches in external diameter by
21 inches long. The form sections for column 60 were made like

those for 58 and 59 without fiber or other binder.

In the fire test of column 60 the cracking started in the first

few minutes of the test, as in the tests of 58 and 59. A large

piece of the gypsum covering fell off after 1 hour and 20 minutes

of firing, and the entire covering with the exception of the top

section, which was only partially exposed, had fallen within a few

minutes, leaving the column practically uncovered after 1 hour

and 40 minutes of firing.

The sections for the form of column 61 had already been cast

before 60 was tested. In order to determine what results would

be given by such protection if it could be kept in place, a large

number of holes, each -^ inch in diameter, were bored through the

form sections for 61, in each of which a wire loop was inserted,

with its ends extending into the space to be filled with concrete.

When the concrete was cast, the holes filled at least partially with

fine concrete, forming a system of reinforced concrete pegs pro-

jecting into the gypsum form. The gypsum covering cracked in

this fire test very much as in the tests of the columns in gypsum
forms already described. In this case, however, the gypsum
covering supported by the concrete pegs stayed in place until the
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test had been in progress for approximately 3 hours and 45 min-

utes, at which time it fell off rapidly, exposing the concrete,

which immediately began to pop and snap violently.

In considering the apparent discrepancy between the tempera-

tures recorded for this column and the somewhat low strength at

the end of the four-hour fire test, some allowance should be made for

the fact that the temperatures were measured in the vertical steel

and not in the spiral, and that a few minutes were required to

make the load test after the fire test was completed. Since the gyp-

sum covering fell off in the test of column 61, 15 minutes before

the end of the test, the spiral steel on this column was undoubtedly

at a much higher temperature when the load test was finished than

that indicated in the vertical steel at the end of the fire test.

One of the form sections for column 68 was made from potter's

plaster instead of second-settle gypsum. All the sections for the

column form were reinforced with a very light grade of expanded

metal, the same as that used in the protective plaster on columns

4, 6, and 19. The expanded metal was formed into the shape of a

cylinder which was placed in the mold before casting the section.

In some of the sections the expanded metal cylinder was made of

such diameter that it would be located near the inside of the form

section. In others it was located about the middle of the thick-

ness of the gypsum.

In the fire test a little spalling was observed in the first few

minutes of the test. It was not of sufficient extent to be important.

The characteristic checking began as usual after approximately

20 minutes of firing. At the end of 35 minutes long, regular cracks,

some vertical and some diagonal, were observed. The checking,

such as has been referred to several times, was of much smaller

"mesh" in the section made from potter's plaster than in those

made from second-settle gypsum. All the cracks increased greatly

in width and in apparent depth during the remainder of the test.

At the end of the four-hour test all the gypsum was apparently

still in place, but parts of the covering were considerably out of

shape from bulging or sagging (fig. 13).

When the column was examined after cooling, some of the

gypsum was found to have fallen off. So far as could be judged

by the apparent condition, there was no choice between the

section made from potter's plaster and those made from second-

settle gypsum. The expanded metal where located near the middle

of the thickness of the gypsum was oxidized practically through.

3954°—25 4
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Where it was located close to the inside it was in good condition,

and there was sufficient strength left in the gypsum to afford

fairly good anchorage.

A light 2 -inch mesh poultry netting was used in the form sections

for column 69. In all the sections the poultry netting was located

close to the inner surface of the form. In the fire test there was
nothing observed that 'calls for special mention, the checking and
cracking being very similar to that observed in the test of 68.

At the end of the four-hour fire test the gypsum was all in place on

that part of the column which was visible. The poultry netting

was found spaced from nothing to three-fourths inch from the

inner surface of the form. It was in fairly good condition and

holding sufficiently well.

For some reason the gypsum seemed firmer and in much better

condition after this test than after that of 68. The material had
shrunken from a thickness of 2^ inches to approximately 1^
inches. The outer portion, approximately one-fourth inch in

thickness, was soft and friable and of a gray color. The next

inch was of a buff color and fairly hard and strong. The inner

one-fourth inch was white and soft. The furnace atmosphere had

been slightly reducing most of the time, and the smell of sulphur in

the air of the furnace room had been noticeable.

Microscopic examination of the material showed that the outer

gray portion, approximately one-fourth inch in thickness, had been

reduced to anhydrous calcium sulphate. The middle portion was

mainly anhydrous, but apparently had not been heated sufficiently

for the change to be complete. The inner, soft, white portion,

approximately one-fourth inch in thickness, may have been in the

form of plaster of Paris or may have been in the very beginning of

anhydrous crystallization. Tested by the White method, the

outer gray portion was found to contain free lime. It was also

observed to air slake.

Column 69 after the four-hour fire test and a load test while hot

up to 600,000 pounds (3,480 lbs./in.
2
) was apparently in good con-

dition after being stripped of the gypsum covering and was

plastered with a cement-cinder plaster and tested again as column

69a, which has already been described.

Attention may be called to the fact that column 70, cast in a

gypsum form and tested without fire test, gave a higher test result

in the strength test than any of the other gravel concrete columns

tested (Tables 1 and f). Inasmuch as only one column of this

type was tested without fire test, no definite conclusion can be
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drawn, but the strength of this column suggests the thought that

the concrete may have developed greater strength because of the

supply of water stored in the gypsum form.

The method of casting concrete columns in precast forms is

not new. Columns have been cast in large construction work in

forms cast from cinder concrete. Although the forms were not

costly, the use of this method was found to add to the cost of the

construction, and it has not come into common use. If it should

become common practice in course of time to employ special

safeguards against fire damage in structures built from the kinds

of concrete which now appear to require them, it may be that the

use of precast forms would be practical in some cases. Cinder

concrete and other kinds of concrete which do not spall easily,

while not having heat retarding properties equal to those of the

gypsum, would have advantages in other respects and should be

given thorough consideration in case the use of precast forms is

contemplated.

XI. COLUMNS WITH IV2 INCHES OF PROTECTIVE CON-
CRETE, WITH SECONDARY REINFORCEMENT

In the earlier part of the investigation a light grade of expanded

metal was used in protective plaster to insure its remaining in

place during the first test. Use was also made of this material,

as well as poultry netting, to hold gypsum protection in place,

and it was a short step to the experimental use of the light ex-

panded metal in the protective concrete of columns made from a

spalling aggregate. This was tried in columns with 1% inches

and others with 2% inches of protective concrete.

Since these columns were made at a considerably later date

than similar columns without the secondary reinforcement that

were made in the early part of the work, and since variables due
to differences in the materials used, the consistency of the con-

crete, and the age at the time of test were to be avoided, a com-
plete new series of 18-inch columns with spiral as well as vertical

reinforcement, with Pittsburgh gravel aggregate, was made up,

part of the series (columns 73, 74, and 75, Table 1) having plain

protective concrete and 77 and 78 having secondary reinforcement

or binder in the form of expanded metal in the outer concrete.

The consistency of all these columns was made somewhat wetter

than that of the early ones in order that the concrete might flow

properly through the expanded metal and completely fill the form.

The test data for this series of columns are given in Table 1.

The behavior of the ones without the secondary reinforcement
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(73 and 74) in the fire test has been described in VII, 1 (a), with

other columns of the same type. It is sufficient to state here that

their behavior was similar to that of the earlier columns of the

same type. In making columns 77 and 78 light, wide mesh
expanded metal, such as was described in connection with the

columns of Table 6 in Section XI of this report, was used as second-

ary reinforcement. One sheet of the expanded metal was bent

and tied in cylindrical form, with the greater length of the dia-

monds running lengthwise of the cylinder, and this was placed

in the form. No great care was taken to secure accuracy in the

placing of the expanded metal, but it occupied a position between

the spiral and the form. The concrete was placed as in other

columns and poled moderately during the pouring. No difficulty

was experienced in getting the concrete to fill out well in columns
made in this way.

In the fire test of column 77 evidence of shell failure was
observed at the end of 20 minutes, and the cracking and shattering

of the outer concrete progressed steadily during the first two
hours of the test. Very little change was observed during the

remainder of the test in that portion of the column which was
visible. During the latter part of the test a slab approximately

10 inches in diameter was observed to be standing out from the

rest of the column on the visible side, and after the column had
cooled a slab was found to have formed on the side which was not

in sight during the test, and the top of this slab was standing out

several inches from its original position, exposing the spiral which

was visibly oxidized over an area of approximately one-half square

foot. Where this slab had separated at its top, the expanded

metal was oxidized clear through, freeing this portion of the slab.

On another portion of the column, where the expanded metal was
located within about one-fourth inch of the surface, it was found

to be oxidized nearly through, leaving only a fine metal core in

the center. In another portion where the expanded metal came
within about one-fourth inch of the surface of the concrete it was

not oxidized so nearly through.

Column 78 behaved much like 77 in the fire test, except that in

this case no slabs separated from the column to such an extent as

to expose the spiral reinforcement. Both of these columns made
much better test records than similar columns without the sec-

ondary reinforcement, but distinctly poorer records than all

columns of the same type that were made from nonspalling

aggregates, although none of the latter had any metallic binder in

the protective concrete.
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XII. COLUMNS WITH 2^ INCHES OF PROTECTIVE CON-
CRETE, WITH AND WITHOUT SECONDARY REINFORCE-
MENT

It has been seen from the data given in Table 1 that 1y2 inches

of protective concrete made from highly siliceous gravel does not

give fully satisfactory results. The protection was much better

in the case of columns which had secondary reinforcement, in the

shape of light expanded metal in the protective concrete, than in

those columns made in the usual way, without anything to hold

the protective concrete in place. It is obvious, however, from the

test results that the protection was not sufficient to put concrete

columns made from the unfavorable aggregates on a par with

those made from what may be termed the nonspalling aggregates,

and it should especially be noted that temperatures higher than

6oo° C. were reached in the reinforcement of these columns (77

and 78, Table 1). This is too high a temperature for both the

steel and the concrete of all columns, and it is particularly bad for

columns made from an aggregate high in quartz. It was con-

sidered desirable, therefore, to determine what would be gained by
simply providing a greater thickness of protective concrete over

columns made from the spalling aggregate and how much the

results so obtained would be improved by the use of secondary

reinforcement such as was used in columns 77 and 78. The columns

given in Table 9 were accordingly made.

TABLE 9.—Columns With 2% Inches of Protective Concrete

[Outside diameter, 20 inches; thickness of protective concrete, 2V2 inches. Reinforcement: 2 per cent
vertical, 8 round rods,K inch diameter; 1 per cent spiral,^ inch diameter, 2-inch pitch, 2 spacers. Effective
area of concrete, 168.7 square inches; area of vertical steel, 3.53 square inches; effective area of column, 172
square inches; working load, 822 lbs. /in.-]

Col-
umn
num-
ber

Age at time
of test

Stress at maximum
load

—

Maxi-
mum
tem-

Aggregates

Months Days

With-
out
fire

test

At
end
of

four-
hour
fire

test

Tested
cold
after

four-
hour
fire

test

pera-
ture

at end
of fire

test at
depth
of ver-
tical

rods

f 179
180
181
2 82
2 83

,
2 84

4

4
4

4
4
4

3

1

23
3

11

Lbs ./in .
2

"5,"5§6"

Lbsjin.2
1,495
1,640

LbsVin.2 °C.
1,000
960

5,115
4,950

410
470

5,155

1 Columns Nos. 79, 80, and 81 had no metallic binder or reinforcement in the protective concrete.
2 Columns 82, 83, and 84 had a light wide mesh expanded metal in the protective concrete.
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As is apparent from the test results given in the table, the pro-

tection afforded by 2^ inches of concrete without secondary

reinforcement, while somewhat more effective than that of i}4

inches of the same kind of concrete without secondary reinforce-

ment, was much less effective than that of 1 ]/2 inches of concrete

with secondary reinforcement. The behavior of column 79 and
that of 80 in the fire test were so nearly alike that the account of

the observations made in the test of 79 will serve for both.

Shell failure was in evidence after 25 minutes of firing. The
outer portion of the concrete broke up rapidly, and at the end of

34 minutes a slab about 2)4 feet long had fallen off. So far as

could be judged, the average thickness of this slab was rather

small, apparently about 1 inch. The protective concrete continued

to break up and fall off. The outer portion came first in rather

thin slabs, but the action continued, the freshly exposed concrete

breaking up and falling off in its turn. After 2 hours and 13

minutes steel was exposed to an important extent. (In the test

of column 80 the steel was exposed over a considerable area after

1 hour and 49 minutes.)

After three hours it was observed that the portion of the pro-

tective concrete which was still in place was continuing to break up.

It was impossible to tell what proportion of the material had come
off, but it was estimated that more than half of it was in place on

that portion of the column which was visible from the observation

holes. All the concrete visible was very much broken up.

It is evident from this account that while these columns did

not lose their protection as rapidly or as completely as those given

in Table 1, which differed from them only in the thickness of the

protective concrete, they did lose it to such extent as not to give

fully satisfactory results.

In columns 82, 83, and 84 the light grade of expanded metal,

which was described more in detail in connection with columns

with additional insulating material in the form of plaster, Section

IX of this report, was used. A sheet of expanded metal of proper

size was bent into the form of a cylinder with the greater length

of the meshes running lengthwise of the cylinder and fastened by
wiring in position approximately midway between the column

reinforcement proper and the form. Concrete was placed in the

usual way and poled moderately during pouring.

In the fire tests of columns 82 and 83 cracking began earlier

with 82 than with 83 and was somewhat more extensive. It may
be stated briefly that cracks appeared in the concrete in both
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Fig. 13.

—

Views of specially protected columns (68, 80, and 82) after failure

when load was increasedfollowing thefour-hour fire test
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tests, and that they were generally vertical. The concrete did

not break up into slabs, as in the case of columns which did not

have the secondary reinforcement, and none of it fell off during

the fire and only minor spalls in the subsequent loading (fig. 13).

The cracks, while giving evidence of the tendency of the concrete

to spall if not restrained, can not be considered important so far

as the protection afforded these columns is concerned. As shown
by Table 9, these columns both withstood the load of 3,480 lbs. /in.

2

while hot at the end of the four-hour fire test. When the columns
were examined after cooling, it was found that the protective

concrete was very much shattered throughout its thickness.

/to zo

T/ME
Fig. 14.

—

Furnace and column temperatures, 20-inch Pittsburgh gravel concrete column

No. 83, with expanded metal in the 2%-inch thickness of protective concrete

In considering the possibilities of this method of protection it

may be suggested that it would involve less of a departure from

usual construction practice than any of the others that have been

tried out in this investigation. The results indicate that it would

be entirely reliable. The thickness of protective concrete used

in a given building would be governed by the class of building,

which in turn is determined largely by the occupancy for which

it is intended. It would not be far wrong to say that, in general,

the thickness of protective concrete should be the same with con-

crete of the spalling type requiring the secondary reinforcement as

with concretes in the nonspalling class which do not require the

secondary reinforcement.
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XIII. DISCUSSION OF TEST RESULTS

1. TEST RESULTS OBTAINED WITH COLUMNS OF DIFFERENT TYPES

The early part of the work showed a great difference in the fire

resistance of columns made from two distinct classes of aggregates.

This difference was shown in the three common types of columns

tested—round columns with hooping, round columns without

hooping, and square columns without hooping—all having the

same amount of vertical reinforcement. The aggregates included

can be classified according to whether the concrete produced has

a tendency to spall in fire tests. Three types of gravel showed a

decided spalling tendency and the other aggregates included in

the work, viz, crushed limestone, limestone gravel, trap rock, and

blast-furnace slag, did not show it at all.

(a) Round Hooped Columns.—As shown in Table i, eight of

the nine columns of this type made from Pittsburgh gravel, pure

quartz gravel, and from Long Island gravel failed under the

working load before the end of the four-hour fire test. The ninth

column of this type failed at the end of the four-hour fire test at

a load which was less than 20 per cent of the ultimate strength of

a similar column which had not been fire tested. The average

ultimate strength in the heated condition at the end of the four-

hour fire test of the columns of the same type but made with

nonspalling aggregates, was more than 50 per cent of that of

similar columns that had not been fire tested. Those made from

limestone gravel and from crushed limestone did not fail in any

case when the load was increased at the end of the fire test up to

the capacity of the furnace-loading equipment, which is equivalent

to 3,480 lbs./in.
2 for these columns. When tested cold within

30 days after the fire test, these limestone gravel columns and

crushed limestone columns showed an average ultimate strength

approximately 80 per cent as high as that of similar columns that

had not been fire tested.

The apparent cause of the great difference between the fire

resistance of the columns made from spalling aggregates and those

made from nonspalling aggregates was the loss of the protective

concrete by the columns with the spalling aggregates. The pro-

tective concrete commenced to crack early in the fire test and then

to break up into slabs and fall off, so that after approximately one

hour of firing the steel and load-bearing concrete would begin to

be exposed, and the exposed area would increase in extent so that
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during the latter half of the test the column would have little or

no protection. The temperature data of Tables 1 and 10 show
the effect of this loss of protective covering on the temperature

progress in the steel and the load-bearing concrete.

TABLE 10.—Temperature Data from 18-Inch Round Columns

a
3
a
a
a

Age at

time
of test

Temperatures at
depth of vertical

rod (centers of
rods 2& inches
from surface of

columns)

Temperatures at
point midway be-
t ween center of

vertical rod and
center of column
(5V& inches from
surface of column)

Temperatures at

center of column

CO
03 CO CO CO CO CO CO CO CO

CO 3
H
s 3"

u
3

u
3 S3

3* 3 3
H
3 3 3o O o o © o o © o o o o

*o
§

« A A A A J3 A A •a. A ,3. A AU A •"• CM CO & •"• Oi m rt< •-1 CV] CO n<

°c. °c. °c. °c. °c. °c. °c. <>C. °c. °c. °c. °c.
f

8 7 19 165 350 5C0 610 100 100 175 260 50 80 90 130
Gravel concrete columns not

„
9 9 11 185 385 515 625 100 120 200 310 70 100 110 180

greatly affected by spalling. 1 77 4 3 110 300 495 650
I 78

f 1

4

6 4

100

346

245

682

425

840

555

1937 65 145 305 1390 30 90 130 1230
2 6 7 275 805 972 1,035 75 160 320 445 30 110 140 290
3 7 9 130 620 812 900 40 100 207 340 20 100 100 210

Gravel concrete columns
,
« 4 7 140 735 985 (

2
) 70 145 300 (

2
) 60 90 150 (

2
)

greatly affected by spalling. 46 4 3 120 410 855 3 950 45 90 160 3 250 30 80 90 3 100
47 4 5 160 470 825 *960 50 100 165 ^250 30 80 100 uoo
73

.
74

f
17

4

4

7 1

110
125

110

700
425

285

900
715

410

980
'780

485 35 100 130 215 10 50 110 no
Limestone concrete columns 1

18

21

I 22

8

7
7

17

7

2

200
180
190

370
390
375

465
490
490

530
570
570

30 85 105 180 10 50 110

"166 "166 "l25 "215 "50 "ioo "166 "166

Blastfurnace slag concrete..
(48
\50

4
4 21

110
95

260
210

370
370

430 60
20

85

50
85

100
85

100
50
10

85
30

85
50

85
95

Trap rock concrete
f 54

\55
4

4

7

16
135
125

330
310

470
440

590
530

40
40

75

100
100
130

185
215

20
20

25
50

80
110

100
110

Limestone gravel concrete..

.

/ 85

\ 86
4

4
1

1

no
170

255
270

380
385

460
465

Gravel concrete columns in
which 1 inch or more of

the protective material
was plaster

:

Plaster of Portland ce-
ment and sand (con-
siderable portions of
plaster fell off during
fire test in all cases)..

) 63

1 66

|
72

9

4

4
4

17
4

80
125
120
230

255
430
275
480

430
630
450
635

580
750
570
730

30
50
50

85
105
100

105
220
145

170
325
230

10
20
30

80
95
100

90 90
150

Plaster of cement and
crushed cinders 8 69a

1«
|

88

115

110
150

280

230
290

425

335
405

520

420
505

80

55

100

100

145

130

230

185

25

35

95

85

95

100

115

Plaster of Portland ce-
ment, asbestos, and 4

4
26
1

100

sand

Plaster of gypsum, lime
hydrate, and kiesel-
guhr with wire binder. 67 4 22 65 85 130 180 35 55 75 95 20 40 75 95

1 Final temperatures for column i read at 3 hours and 40 minutes because of failure of column.
2 Final temperatures for column 43 read at 3 hours and 00 minutes because of failure of column.
3 Final temperatures for column 46 read at 3 hours and 30 minutes because of failure of column.
4 Final temperatures for column 47 read at 3 hours and 40 minutes because of failure of column.
5 Final temperatures for column 74 read at 3 hours and 20 minutes because of failure of column.
6 See note to Table 7.

It appeared from the observations made during the tests that

the failure of the outer concrete of these columns was due to the
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rapid expansion of this portion of the column while the inner

portion was still comparatively cold. As stated in other para-

graphs, the fact that this takes place with columns made from one

type of aggregate and not with those made from another type

appears to be due to difference in expansion of different minerals

at high temperatures. The fact that the loss of protective con-

crete was more rapid and more extensive in the case of hooped
columns than with either round or square columns without hoop-

ing may be due, in part, to the greater load carried by the hooped
columns in the fire test, but it seems probable that it was due in

larger measure to the opportunity for definite division or parting

interposed between the protective concrete and the concrete of

the column proper presented by the hooping. A summary of

temperatures attained in 1 8-inch round columns with and without

hooping is given in Table 10.

(b) Round Columns Without Hooping.—In columns of this

type from limestone aggregate the strength at the end of the four-

hour fire test was approximately 50 per cent of that of a similar

column not fire tested, whereas the columns made with gravels

of spalling types had only a little over half of this strength. This is

explained, in part, by the fact that the latter columns lost portions

of the protective concrete in the course of the fire test (Table 2).

(c) Square Columns Without Hooping.—There was no

spalling from square columns made from what have been termed

nonspalling aggregates—limestone, blast-furnace slag, and trap

rock. The outer concrete of columns made from two types of

siliceous gravels spalled and shattered badly. Spalling took place

more rapidly in the square columns than in round ones with

vertical reinforcement without hooping, but was not as destruc-

tive as in spirally reinforced columns. In the fire tests of square

columns made from spalling aggregates there was a decided

tendency for the portion of the corners of the column outside of

the vertical rods to split off or split loose and in course of time to

fall away from the column. In the latter part of the test deep

cracks, approximately vertical, opened in the sides of the columns.

While the spalling was more rapid and destructive in the square

columns made from spalling aggregates than in round ones without

spiral, the fact that these square columns gave somewhat better

results than the corresponding round, spirally reinforced columns

should not be lost sight of. The proportionate loss of strength in

the fire test was approximately the same in square columns with

limestone aggregate as in round ones without spiral reinforce-
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ment. Square columns made from blast-furnace slag and from

trap rock were somewhat lower in ultimate strength at the end

of the fire test than those with limestone aggregate. This may
have been due, in part, to the fact that the limestone columns

were tested at a greater age than the others. The temperatures

attained in the square columns are given in Table 1 1

.

TABLE 11.—Temperature Data from 16-Inch Square Columns

Col-
umn
num-
ber

Age at time of

test

Average of temperatures
of two vertical rods
(centers of rods 2&
inches from surface
of column)

Temperature at center
of column

Months Days 1

hour
2

hours
3

hours
4

hours
1

hour
2

hours
3

hours
4

hours

Gravel concrete not greatly
affected by spalling.. 25

/ 44

\ 45

/ 29

\ 30

r 51

\ 53

56

7

4
4

8
8

4
4

4

24

8
24

14
27

5
12

5

°C.

250

260
235

175
210

150
140

160

°C.

485

780
570

420
425

385
370

390

°C.

640

985
780

550
550

560
570

560

°C.

750

1,000
900

630
630

680
690

670

°C.

80

90
95

25

°C.

100

105

70
80

50

°C.

100

no
165

100
90

90

°C.

150

Gravel concrete affected by
spalling

250
280

Limestone concrete *
100
100

100
Blast-furnace-slag concrete

Trap-rock concrete. _

1 Tests made after extremely cold weather.

2. CAUSE OF SPALLING

The fact that concrete columns made from some aggregates

have a strong tendency to spall in fire tests and those made from

other aggregates do not exhibit this tendency is traceable to the

fact that certain minerals expand slowly and gradually when
heated, whereas others expand gradually up to a certain point

and then undergo a sudden volume increase of relatively great

magnitude. Data are available to show that diabase, for exam-

ple, which is the prevailing mineral constituent of trap rock, a

nonspalling aggregate, expands gradually through the tempera-

ture range encountered in tire tests, whereas quartz and granite,

one or both of which are major constituents of the spalling aggre-

gates included in this investigation, expand gradually up to a tem-

perature of approximately 575 C. (1,067° F.) and then show a

large and sudden expansion. The total expansion of diabase up
to i,ooo° C. is less than that of quartz and the granites up to

6oo° C. 5 It seems probable that the relatively high expansion of

such aggregates is accountable for the spalling tendency of con-

crete made from them.

Day, Sosman, and Hostetler, Am. Jour. Sci. p. 1; 1914.
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3. PREVENTION OF FAILURES DUE TO SPALLING

In many localities it would be too expensive to use nonspalling

aggregates, and it was considered advisable to include in this

investigation several series of columns protected by materials

other than the plain protective concrete now universally provided.

(a) Columns Plastered Over the Protective Concrete.—
Three 18-inch hooped columns, two made from Pittsburgh gravel

and one from limestone, were plastered with 1 inch of cement-

lime-sand plaster. Light expanded metal was provided in the

plaster to insure its staying in place in the fire test. As shown in

Table 6, this protection was so effective that there is no evidence

in the test results that the ultimate strength of these columns was

not as high after the fire test as before. It will be noted that the

maximum temperatures attained in the steel were only slightly

higher than 400 C.

(6) Columns Protected by Plaster in the Place of Pro-

tective Concrete.—The substitution of plaster for protective

concrete was tried in the 10 columns on which data is given in

Table 7. These were round columns with vertical and spiral

reinforcement. In some cases the columns were cast in 16-inch

diameter forms instead of 18-inch diameter and the additional

1 -inch thickness of protective material put on in the form of

plaster. In some cases the reinforcement was covered with metal

lath before the column was poured, and this served as the form

for the column, which was afterwards plastered. In other cases

the protective plaster was applied on the metal lath before the

column was poured. In all cases these columns gave better

results in the fire test than similar columns with plain concrete

protection. On the other* hand, none of those plastered with

cement-lime-sand plaster without binder gave fully satisfactory

results. This is attributable in a measure to the fact that por-

tions of the plaster fell off these columns in the course of the

fire test, usually in the early part.

Two columns (65 and 88) which were plastered with a special

plaster containing an asbestos compound gave good results, one

of them exceptionally so. This plaster did not separate and fall

off in the fire test and gave good thermal protection. .

One column (69a), which had been fire tested before, was

covered with plaster made from Portland cement and crushed

bituminous cinders. In this case the cement-cinders plaster

stayed in place in the fire test and gave good results.
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One column (67) was covered with a special insulating plaster

of gypsum, lime, and kieselguhr. Poultry netting was used as

a binder in the plaster. The temperatures attained in the column

(Table 10) were remarkably low, and the strength after the fire

test was so high as to make it doubtful whether the column

suffered any structural deterioration in the fire test. The thick-

ness of the plaster was 1 inch, and the total thickness of protec-

tive material was i}4 inches.

(c) Columns Cast in Gypsum Forms.—Data from the tests

of these columns are given in Tables 8 and 12. The columns were

cast in forms built up in sections from hollow cylinders, 2-^ inches

thick, made of gypsum. It was found that, on account of its

dehydration and attendant shrinkage, the gypsum covering

would not stay in place through a four-hour fire test unless some

sort of reinforcement or binder were provided to hold it. With
light expanded metal or poultry netting cast in the gypsum, the

protection afforded was good, and the columns showed satisfactory

strength at the end of the fire test and after cooling.

TABLE 12.—Temperature Data from Pittsburgh Gravel Concrete Columns
Cast in Gypsum Forms With Metal Binder

Column
number

Age at time
of test

Average of temperatures
of two vertical rods
(centers of rods 3M
inches from surface
of form)

Average of temperatures
of two points midway
between center of

vertical rod and center
of column (5ji inches
from surface of form)

Temperature at center
of column

to to

3 3 3 z
u
s S3 3

u
3 3

u
3 3 3

>>

s
« A .a a Xi .3 .3 A .3 A ,3 .3 .3
Q *H CM * -1 CM en •^ -1 CM co *

°C. c. c. °c. C. C. c. c. C. c. c. c.
68 4

4
...... 45

45
75
65

100
85

255
175

25
25

50
55

70
65

90
90

25
20

40
40

60
60

85
69... 90

{d) Columns With 2>^-Inch Plain Concrete Protection.—
These columns were tested to determine the effectiveness of rela-

tively thick coverings of plain protective concrete in the case of

columns made from aggregates in the spalling class. As shown
by the test results of Tables 9 and 13, the fire resistance of these

columns (79 and 80) was distinctly better than that of columns of

the same general type with the same aggregate, but with only 1%
inches of plain protective concrete. On the other hand, it was
distinctly inferior to that of columns with nonspalling aggregate

and only 1% inches of plain protective concrete. The fire resist-

ance was also inferior to that of similar columns with spalling
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aggregate and \yi inches of protective concrete with secondary
reinforcement or binder of light expanded metal in the protective

concrete (columns 77 and 78). The columns with 2]/2 inches of

plain protective concrete did not lose this protective covering as

rapidly or as extensively as similar columns with i>£-inch plain

concrete coverings, but the results can not be regarded as satis-

factory.

TABLE 13.—Temperature Data from 20-Inch Round Columns with 2\^ Inches
of Protective Material

u
S

1
3

C
S
J3"3

Age at

time of

test

Average of tempera-
tures of two verti-

cal rods (centers
of rods 3& inches
from surface of
column)

Average of temper-
atures cf two
points midway
between center
of vertical rod
and center of col-
umn (6Vs inches
from surface of

column)

Temperatures
at center of
column

A
o

to 3
oA

CO

3
oA
CN1

CO

3oA
CO

CO

3

J
3
oA

CO

3o
-
cvi

CO

3
oA
CO

CO

3
©A

3oA

CO

3
oA

to

3
oA
CO

CO

Columns greatly affected by
spalling: Gravel concrete 1 79

|
80

1 82

j
83

4

6

19

4

4

4

4

12

5
10

3

1

3

2

16

23

°c.
90
80

90
80

85
120
110

°c.
280
460

145
150

185
190
165

°c.
795
700

270
295

265
290
290

°c.
960
805

400
445

355
370
390

°c. °c. °c. °c. °c. c. c. °c.

columns with plain concrete
outside the steel

Columns not greatly affected
by spalling: Expanded metal

Columns originally 18 inches in
diameter with the added pro-
tection of 1 inch of Portland
cement plaster which was re-
inforced with light expanded
metal

20
55
25

85
105
80

105
115

90

140
155
130

50
10

55
80
40

90
105
85

90
110
90

(e) Columns With Light Expanded Metal in the Pro-

tective Concrete.—Secondary reinforcement of binder in the

outer concrete was tried in columns made from Pittsburgh gravel

with iy2 -inch protective concrete (77 and 78) and in columns with

2>£-mch protective concrete (82, 83, and 84). The \]/2 inches of

protective concrete with binder gave much better results than

similar columns without the binder, but not as good as similar

columns with nonspalling aggregates and no secondary reinforce-

ment. The fire tests of columns with 2>^-inch protection with

binder gave satisfactory results, the protective concrete all staying

in place during the fire test and the ultimate strength of the columns

being approximately the same after the fire test as for columns not

subjected to the fire test.
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4. EFFECT OF THE FIRE ON ELASTIC PROPERTIES

The length, of time the columns withstood the fire tests under

working load and the additional load sustained at the end of the

fire test or subsequent to cooling give information on the load-

carrying capacity of the columns during the fire and subsequent

to cooling. As a further aid in determining the feasibility of

reuse of columns in buildings after exposure to fire, information

on the effect of the fire on the stress-deformation ratio or modulus

of elasticity is desirable.

In Figures 15 and 16 are given typical deformation curves for

columns not fire tested and for columns tested cold after sub-

jection to the four-hour fire test under working load and at its

conclusion the full load of the furnace equipment (3,480 lbs./in.
2
).

It is seen that the unit deformation on reloading after fire test

and load test in the hot condition is between two and three times

larger than with comparable columns on first loading without fire

test, the modulus of elasticity being correspondingly lower. This

can be considered as due to the effect of the fire on the concrete,

particularly on that in the outer portion of the column and in

part to the previous load test. The increase in unit deformation

for a given unit load while large can not be considered as preju-

dicial to reuse after fire. Under a load of 1,000 lbs./in.
2 the differ-

ence in deformation between a column previously subjected to

fire and one loaded without previous fire test is about 0.025 inch

per 10-foot height, a difference that the framing can be consid-

ered capable of absorbing even if more than one building story is

involved.

For the columns that failed in the fire test or in the loading at

the end of the fire test no deformation or strength data for the

cooled condition after fire test were obtainable. The effect of the

fire was without doubt more marked than for the columns that

withstood the fire and excess load in the heated condition, but it

appears doubtful that the resulting deformation characteristics of

the concrete would preclude reuse if adequate factors of safety on
strength were present. The cold-drawn spiral reinforcing steel

would suffer a large lowering in yield point and ultimate strength

if temperatures high enough to anneal the steel are attained in the

fire exposure, although still retaining the strength and elastic prop-

erties of mild or medium steel. The rolled vertical reinforcing bars

would be affected to much smaller extent from the same cause.

This would lower the ultimate strength of laterally reinforced
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columns, although deformation under the lower loads would not

be greatly affected by the change in the properties of the steel,

the annealing causing only minor changes in its modulus of

elasticity.

XIV. SUMMARY

1. COMPARATIVE PERFORMANCE WITH DIFFERENT AGGREGATES

The results of this investigation give strong confirmation to the

conclusion that the tendency of concrete made from certain types

of aggregate to spall in fire tests and in fires in buildings is due to

the expansion properties of certain mineral constituents which pre-

dominate in those aggregates. The expansion behavior of quartz

and of granites when heated to temperatures as high as the inversion

point of quartz, 5 73.3 ° C. (1,064° F.) are such as to render concrete

containing large proportions of either or both of these classes of

minerals especially susceptible to damage by fire.

2. EFFECTS FROM SHAPE, DESIGN, AND SIZE OF COLUMNS

It has been shown by this work that round columns are not

necessarily superior to square ones in point of fire resistance. In

columns made from nonspalling aggregates, such as limestone,

blast-furnace slag, and trap rock, the results do not indicate any

advantage of one form over the other. The least favorable results

were those from fire tests of round columns with both longitudinal

and spiral reinforcement and made from spalling aggregates,

including Pittsburgh gravel and two other types of gravel, one

very high in quartz content and the other containing large

proportions of quartz and granite. The round-hooped column

proved to be particularly susceptible to fire damage, except when
made with concrete in which the aggregate was of the non-

spalling type. On the other hand, round columns without hooping

but with spalling aggregates gave somewhat better results than

square columns of the same type. If columns are made from

concrete with a nonspalling aggregate there is no advantage, in

point of fire resistance, in the round over the square column. In

the case of spalling aggregates, the fire resistance problem can not

be solved by the use of round instead of square columns, and this

applies particularly to hooped columns.

The tests with plain concrete columns indicate that from the

standpoint of safety during the fire they are as safe under their

working load as the reinforced columns are under the higher

3954°—25 5
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working load allowed for the different types, although where

made with aggregates of the spalling type light metal reinforce-

ment and ties in the outer protection are highly desirable.

In the matter of size of column the results indicate decrease in

resistance with decrease in size, although with the same thickness

of protection the higher ratio of concrete considered as protection

to that considered as load bearing helps to reduce the actual unit

stress imposed in the case of the smaller columns, except for

hooped columns made with siliceous aggregates, where the dis-

ruption and spalling of the protective concrete left the load sup-

ported on the unprotected column core.

3. PROTECTION TO PREVENT MATERIAL FIRE DAMAGE

It has been demonstrated that concrete columns require the

protection of heat-insulating material of some kind, just as steel

columns do, although failure of unprotected concrete columns on

exposure to fire is not as imminent because of the lower conductiv-

ity of the material. In case where spalling aggregates are used,

plain concrete covering the steel is not an efficient protective

material. Either the protective concrete should be provided with

light metallic reinforcement to prevent its dislodgment or some

other material should be substituted for it. On the other hand,

plain concrete covering the steel has been shown to be efficient

and satisfactory as protective material if made from an aggregate

in the nonspalling class.

The evidence of the fire-test results indicates that in columns

made from spalling aggregates the expansion stresses in the load-

bearing portion of the column contribute to the loss in strength

more than in columns made from nonspalling aggregates if tem-

peratures as high as 575 C. or over are attained in the load-bearing

concrete. In other words, the expansion behavior, which has a

tendency to produce spalling, may weaken the column even

though no spalling actually occurs. However, it seems necessary

if appreciable fire damage is to be prevented to insulate columns

and other structural members well enough to prevent the steel

and load-bearing concrete from reaching these temperatures whether

the aggregate used be of a spalling or nonspalling type. Judging

from the results of this investigation, concrete made from a spalling

aggregate may be as nearly immune to fire damage as that made
from anonspalling aggregate provided it is so protected that the tem-

peratures in the steel and load-bearing concrete will be kept
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reasonably low—say, below 500 C. (932 ° F.)—which appears

feasible where necessary or desired. The problem of providing

the necessary insulation is, of course, simpler when a nonspalling

aggregate is used.

4. PROTECTION TO PREVENT FAILURE UNDER WORKING LOAD

The most important function of columns in buildings subjected

to fire is to support load, and thereby prevent local or general

collapse that would endanger life of occupants and firemen and

aid the spread of fire within the building and to adjacent buildings.

Reinforced concrete buildings as a type present desirable general

fire-resistive characteristics in being incombustible and not sub-

ject to immediate collapse on exposure to fire. It is shown in

these tests that while there is a wide range in the fire resistance of

concrete columns, depending mainly on the mineral constituents

of the aggregates employed or the method of protecting the load-

bearing portion, even the less favorable results obtained indicate

an inherent fire resistance that must be recognized when the main

concern is the ability to function satisfactorily as load-bearing

members in fires of the intensity and duration to which buildings

of a given type and housing given occupancies may be subjected.

This aspect of performance is the main concern of State and munic-

ipal regulation, whose police power is limited by considerations

of public welfare and safety. Owners and others more directly

interested may be concerned also with the damage, short of failure

of function, that the fire inflicts and with the cost of restoration.

Portions of the investigation were devoted to the development of

means for reducing such fire effects to a minimum and show that

this can be done, should be done in all cases when the expo-

sure is severe, and is possibly a profitable thing to do under

almost all conditions. The ability to come through fires without

failure under working load does not imply freedom from damage
to the load-bearing portion as well as to the protecting material.

Such damage under exceptional conditions may be such as to

render complete replacement or major repair necessary.

XV. FIRE-RESISTANCE PERIODS

The fire-resistance period is a convenient unit to which results

of fire tests can be reduced and made available for use. It is

derived from the results of tests, with suitable margins taken for

variations in material, workmanship, design, and size of columns
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obtaining in building construction to which the results may be

applied but not obtaining in the relatively few test specimens and
construction conditions that could be introduced. With safe

units thus established and an estimate made of the duration of

fires possible in a building of given type and occupancy, column

types and protections can be chosen adequate for the conditions

to be met.
1. METHOD OF DERIVATION

The fire-resistance periods are derived with main reference to

ability to perform satisfactorily during the fire exposure as out-

lined in the preceding section. For columns that failed during

the four-hour fire test or took only a small increment of load at

its conclusion the safe fire-resistance period is taken as two-thirds

of the average time to failure of a group of similar columns under

the standard fire conditions of the tests, but not higher than

four-fifths of the lowest resistance developed by any column within

the group. Periods are taken at intervals of one-half hour up
to four hours, an even value of the resistance period being taken

if the computed value is not more than one-fourth of the interval

below or three-fourths of the interval above the given period value.

For columns that withstood under working load the four-hour

fire test the four-hour classification is given if the load sustained

while hot at the end of the fire test is not less than 50 per cent of

the strength of comparable columns not subjected to fire tests.

For columns failing at the end of the four-hour fire test under

lower loads corresponding reductions in the fire-resistance periods

assigned them are made. For columns withstanding a greater

load while hot at the end of the four-hour fire test the five-hour

classification is given if the strength while hot is not less than 55

per cent of that of comparable columns not subjected to fire and

not less than 70 per cent of such strength when tested cold after

subjection to the maximum load of the furnace equipment

(3,480 lbs./in.
2
) while hot. The six-hour classification is given if

the strength while hot is not less than 55 per cent of that of similar

columns not fire tested, and when tested cold after fire test not

less than 80 per cent of the unfired cold strength. Periods over

six hours are not significant since the six-hour standard fire ex-

posure is considered more severe than the maximum fire exposure

occurring in buildings under any but the most exceptional condi-

tions.
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The method of deriving the resistance periods has been chosen

as most acceptable for the test conditions of this investigation

and should not necessarily be taken as generally applicable to

investigations where different test conditions are present.

2. TABLE OF FIRE-RESISTANCE PERIODS

The periods derived from the results of this investigation accord-

ing to the method outlined above are given in Table 14. The

resulting periods cover a range from one and one-half to six hours

or over, depending mainly on the column size and type, concrete

aggregates used, and thickness and type of protection. It is

seen that for columns not smaller than 16 inches in outside diam-

eter or 15 inches square a variation in safe-resistance period

from two and one-half hours to six hours obtains, mainly from

difference in mineral composition of the concrete aggregates

employed. The siliceous aggregates with which the lower periods

obtain are taken to have not less than 60 per cent of quartz, chert,

or granite, and the calcareous aggregates with which the highest

resistance obtains not more than 10 per cent of the same minerals.

No definite information has up to the present been obtained on

the fire resistance of concrete made with gravels and other aggre-

gates containing siliceous material in amount intermediate between

these limits, and no periods for concrete columns made with such

aggregates are here given, although presumably they would be

intermediate between those given for highly siliceous aggregates

and those for calcareous aggregates. The trap rock and blast-

furnace slag concrete is seen to occupy a position intermediate

between concrete made with aggregates predominantly siliceous

and calcareous.

The following periods indicate the effectiveness of adding

secondary reinforcement in the concrete protection where sili-

ceous aggregates are used, the resistance periods increasing from

two and one-half hours without the reinforcement to three and
one-half hours with the mesh or expanded metal in the 1 3^-inch

protection and from three hours to six hours or more where rein-

forcement is added in the 2 ]/2 -inch protection. It is seen that

little is gained by increasing the thickness of protection without

adding the secondary reinforcement. Six-hour resistance is ob-

tained by adding 1 inch of reinforced plaster outside of the 1%
inches of concrete or by casting the column in reinforced gyp-
sum forms 2 inches thick.
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TABLE 14.—Fire-Resistance Periods of Concrete Columns

[Concrete mixture to be not leaner than 1:2:4 Portland cement, sand, and coarse aggregate, by volume.
Details of design and loading to conform with generally accepted standards]

Mini- Protection

Shape

mum
area of

solid
mate-
rial

Coarse aggregate

Fire-

Type of column

Description
Thick-
ness

resist-

ance
period

Sq. in. Inches Hours
Plain concrete Round.. 200 Sixty per cent or more

quartz, chert, or granite.
Plain concrete, same as
column.

VA 2V2

200 do ... do m 2V2
forced.

Do_--i. Round .

.

200 do do IH 3
Do... Round or 200 Trap rock or blast-fur- do VA VA

square. nace slag.

Do ...do..... 200 Limestone or calcareous
gravel

; quartz, chert, or
granite not more than
10 per cent.

do 1H 4

Laterally and ver- ...do 110 Sixty per cent or more do m VA
tically reinforced. quartz, chert, or gran-

ite.

doDo ...do 200 do m 2A
Do ...do 200 Trap rock or blast-fur-

nace slag.

do VA 4

Do ...do. 200 Limestone or calcareous
gravel; quartz, chert,

do... IVi 6

or granite not more
than 10 per cent.

Do ...do 200 Sixty per cent or more
quartz, chert, or gran-
ite.

Concrete same as col-

umn reinforced with
expanded metal or
wire mesh.

VA m

Do ...do 250 do Plain concrete same as
column.

2V2 3

Do ...do 250 do Concrete same as col-

umns reinforced with
expanded metal or
wire mesh.

iy2 6

Do ...do 250 do One and one-half inches
of p ain concrete same
as colum i covered
with 1-inch Portland
cement or gypsum plas-
ter reinforced with ex-
panded metal or wire
mesh; plaster propor-
tions not leaner than
1:2 SA by volume with
admixture of not over
one-half part lime.

2Y2 6

Do _..do 250 Limestone or calcareous
gravel ; quartz, chert, or
granite not over 10 per
cent.

do 2% 6

Do ...do 250 Sixty per cent or more One-half inch of con- iy2 3
quartz,chert, or granite. crete same as column

covered with a 2 inch
thick unreinforced gyp-
sum mold within
which column is cast.

Do ...do 250 do Same as above, except
that gypsum mold is

reinforced with ex-
panded metal or wire
mesh.

2y 6

Do... ...do 200 do One-half inch of con-
crete same as column
covered with 1-inch
unreinforced Portland
cement or gypsum
plaster not leaner than
1 : lYi by volume with
admixture of not over
one-halfpart lime; sur-
face of column hacked
or column cast in
metal lath form.

m 3
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TABLE 14.—Fire-Resistance Periods of Concrete Columns—Continued

Shape

Mini-
mum
area of

solid

mate-
rial

Coarse aggregate

Protection

Fire-

Type of column

Description
Thick-
ness

resist-
ance
period

Laterally and ver-
tically reinforced.

Do

Do

Round or

square.

...do

...do

Sq. in.

200

200

200

Sixty per cent or more
quartz, chert, or granite.

do

do

One-half inch of con-
crete same as column
covered with 1-inch
unreinforced Portland
cement-cinder plaster,

1 : 3 by volume ; surface
of column hacked or

column cast in metal
lath form.

One-half inch of con-
crete same as column
covered with 1 inch of

unreinforced Portland
cement asbestos and
sand plaster of propor-
tion 1 : 1y% : 2 by volume

;

surface of column
hacked or column cast
in metal lath form.

One-half inch of con-
crete same as column
covered with 1 inch of

gypsum hydratedlime
kieselguhr plaster, of

proportion 1 : % : 2 by
volume, reinforced
with 2-inch wire mesh
or equivalent.

Inches

m

Hours
4

5

6

All of these latter methods involve protections of 2% inches

total thickness, which may be objectionable under many condi-

tions. The concluding part of the table gives periods for pro-

tections where the plaster replaces an equal thickness of protective

concrete, thereby .reducing the total thickness of the protection to

iyi inches. It is seen that only a minor gain is obtained by
replacting 1 inch of siliceous gravel concrete with unreinforced

Portland cement or gypsum plaster. Somewhat greater resist-

ance is obtained with unreinforced cement-cinder plaster and

cement-asbestos-sand plaster due to somewhat better insulating

properties and greater ability to remain in place. The highest

results were obtained with a reinforced gypsum-Hme-kieselguhr

plaster held in place by the wire mesh. Considerable gain in

resistance would obtain with the other plasters if similarly rein-

forced.

3. COMPARISON WITH RESULTS OF OTHER INVESTIGATIONS

In the jointly conducted investigation of the fire resistance of

building columns referred to on page 637, six reinforced concrete

columns were included in the fire test series and three were
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subjected to fire and water tests. 6 The columns were round or

square vertically reinforced and round spirally hooped and verti-

cally reinforced, the concrete aggregates employed being trap

rock and dolomitic limestone, except in the columns for the fire

and water tests, portions of which were made with siliceous gravel

concrete. All columns had a 2-inch protection of concrete the

same as in the column, without reinforcement.

Two of the trap rock concrete columns withstood the standard

fire test under working load for periods between seven and eight

hours, and the third sustained a load at the end of the eight-hour

fire test about 25 per cent in excess of the working load. 7 The
limestone concrete columns all withstood the eight-hour fire test

under working load and at its conclusion, loads averaging two
and one-fourth times the working loads. With both aggregates,

little cracking and almost no spalling occurred during the fire

test. In the one-hour fire test preceding the water application in

the fire and water test the fire effects 8 were very similar to those

previously described in this paper, the trap rock and limestone

concrete being little affected, while the siliceous gravel concrete

cracked and spalled, exposing portions of the reinforcement in

the case of the hooped column. The five-minute water applica-

tion from a if/&-inch nozzle under 50 pounds pressure carried

away the concrete damaged during the preceding fire exposure

and some of the adjacent portions, the vertical bars of the square

columns being quite generally exposed and the bars and spiral

hooping in the portion made with siliceous aggregates in the case

of the round columns. After cooling the columns sustained at

failure loads averaging four times the design working load. The
condition of the columns after the fire and water treatment was

not such that they would be subject to early failure in case of a

recurring fire, with the limitation on permissible percentages of

reinforcement prescribed by current standards of practice. Re-

curring fires are likely to be considerably less severe than an

unchecked fire, considering the effects of the preceding fire and the

water application. The conclusion was, therefore, reached with

reference to the columns in the investigation that the fire and

water tests developed nothing that would modify conclusions

from the results of the fire-endurance tests. This is significant,

since in the series reported in this paper no fire and water tests

6 B. S. Tech. Paper, No. 184, pp. 48 and 53. 8 b. S. Tech. Paper, No. 184, pp. 158-159.
i B. S. Tech. Paper, No. 184, p. 113.
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were made, and the results from the other investigation indicate

that for reinforced concrete columns of ordinary design conclu-

sions can be safely based on results from fire tests alone.

Comparing the resistance periods deduced from the results of

the other investigation, vertically and combined laterally and

vertically reinforced columns made with trap-rock aggregate with

2 inches of concrete protection were given a period of five hours 9

as against three and one-half and four hours for those in the present

investigation with i^-inch concrete protection. With limestone

concrete columns the comparison stands eight hours against six

hours on the same basis. The conclusions from the two investi-

gations are believed consistent, considering the thinner protection

of columns in the present investigation, and the intent to have the

fire-resistance periods apply to columns near the minimum size

used in buildings and of the range in reinforcement percentages

allowed by current design standards.

No experimental investigations of the fire resistance of concrete

columns, other than the one above referred to, have been made
under conditions comparable with the present investigation, the

few tests made being under no load or loads considerably below

working load values and with fire exposures of different intensity.

4. INTENSITY AND DURATION OF FIRES IN BUILDINGS

To apply the fire-resistance periods derived from this investi-

gation per the preceding section and Table 14 to the different

building types and occupancies some knowledge is necessary of

the intensity and duration of fires that destroy the building con-

tents and combustible trim. Reinforced concrete columns will

almost invariably be used in combination with concrete or other

incombustible structural floors and floor framing. There may,

however, be a considerable amount of combustible material in the

top or finish floor, partitions, and interior trim. The combustible

contents may vary in amount from a minimum with residential,

institutional, and office occupancies, such as private residences,

apartments, hotels, schools, hospitals, public and office buildings,

to a range from minimum to near maximum with manufacturing

and merchandizing.

The greatest amount of material and consequently the severest

fires are to be expected in warehouses and storage buildings where

fires apparently equivalent in intensity and duration to the four or

»B.S. Tech. Paper, No. 184, p. 213.
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five hour fire exposure in the tests have occurred. For residen-

tial, institutional, and office occupancy some experimental inves-

tigation recently conducted at the Bureau of Standards, as also

observation of the effects of fires in buildings, indicate that fires

in such buildings do not generally exceed a severity equivalent to

the first hour of the fire-test exposure and severity greater than

the one and one-half hour exposure would obtain only in portions

used for storage or similar purposes. Merchandizing and manu-
facturing would accordingly present a range of severity equivalent

to the one or two hour fire-test exposure at the lower limit and

approximately to the four-hour period where material in the larger

amounts are present.

This estimate of probable intensity and duration of fires, while

admittedly tentative, is believed to have sufficient value to war-

rant its presentation as an aid in applying the results of this

investigation to the common building types and occupancies and

appears to be confirmed by fire experience to the extent that

definite information has been obtainable from this source.

XVI. APPENDIX

TABLE 15.—Tension Tests of Spiral Reinforcement

Specimen No. Diameter
Ultimate
strength

Elonga-
tion

Reduction
in area

Modulus
of elas-
ticity in

million
pounds per
square
inch

a
Inch

0.316
.316
.312

Lbs./in.»
104,500
106, 000
103, 000

Per cent Per cent
44.8
54.9
44.7

30.4
b 3.4

3.4
31.4

c 29.1

104, 500 3.4 48.1 30.3
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TABLE 16.—Compressive Strength of Concrete and Mortar Cylinders

[Concrete cylinders, 6 by 12 inches, 1:2:4 Portland cement, sand, and coarse aggregates, by volume.
Mortar cylinders, 2 by 4 inches, 1 : 2 Portland cement and Pittsburgh sand, by weight. All cylinders
stored in damp closet until tested]

Concrete cylinders Mortar cylinders

Column num-
ber

Aggregates

Num-
ber of

cylin-

ders

Age Average
compres-

sive
strength

Compressive
strength (average

of 5)

Months Days 7 days 28 days

i__. Pittsburgh gravel and sand...
do
do
do
do..

3
3

7
5

5

6
6
7

7

5

6
7
7
6

7

7

5
5
5
5

7
3
3
3
3

3

3

3
3
3

2

3
3

3

3

3
3
3

3

3
3

3

3

6
6
7
12

6

8

7
9
6
7

9
7
7
8

13

7
7
9
10
7

8
4
3
2

4

9

5
4
4

4

4
4
4

4
4

4
4
4
4

4
4
4

4

15

9
9
2

10

3
19

11
29
10

23
10
24
4

9

1

4
2

4

6

20
11

23

7

17

6

26
4

22

2

3

3

1

3

1

Lbs./in.2
3,609
3,875
3,488
3,200
2,316

3,010
3,400
3,500
4,160
2,980

3,314
2,966
2,972
2,960
2,950

3,135
2,709
3,965
3,037
2,910

2,722
1,850
1,864
2,362
2,558

1,816
2,330
1,930
1,755
2,062

2,066
2,560
2,263
2,186
2,020

2,540
2,075
2,620
2,130

2,450
2,324
2,440
2,114

Lbs./in. 2

1,593
1,948
1,665
2,240
2,203

1,343
1,586

Lbs./inJ
3,202

2__
3...
4
6

2,554
2,684
3,365
3,618

7
8_.
9

do
do
do

1,316
2,610

10 do
-do.

2,202
12. 2,772

14
15. .

do
.do

2,133
1,915
2,344
1,752
1,900

1,811
1,808
2,025
2,098
1,564

2,980
2,500
2,208
1,514
1,670

2,940
2,760

25 do.. . 2,967
26
27

do
do

3,186
3,265

28
33
34
35

do
do
do
do

2,810
3,410
3,683
3,040

36 ....do. . 2,397

41... .do 4,403
58 ..do 2,920
59 do

do...
do

601
61 2,364

63._. do
do...
do
do
do

2,678
64
65
66
67..

2,368 2,380

68
69

do
do....
do
do
do

2,291 2,444

70... 4,500
71

72..
2,350
2,460

2,740
4,0^0

73.. do
do
do

....do

74
77...
78.

3,270
2,024
2,920

2,975
2,550
3,123
2,993

4,450
3,340
4,250

80
82._
83._

do
do
do

4.82C
3,988
4,700

88._ ....do- 4,370

Total 190
Average . 6 12 2,834 2,180 3,234

West Winfield (Pa.) limestone
and Pittsburgh sand
do
do
do
do
do

17._
5
5
6
5
7
7

7

8
10
7
7
7

1

17
23
4
7
2

4,240
4,060
2,862
4,137
3,849
4,660

2,071
2,050
2,061
1,838
2,083
1,950

18....
19._
20._
21
22.

2,870
3,299
3,760
2,586
3,159
3,050

1 Cylinders from concrete of column 60 are 8 by 16 inches.
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TABLE 16.—Compressive Strength of Concrete and Mortar Cylinders—Con.

umn num-
ber

Concrete cylinders Mortar cylinders

Col

Aggregates

Num-
ber of

cylin-
ders

Age Average
compres-

sive
strength

Compressive
strength (average

of 5)

Months Days 7 days 28 days

23 West Winfield (Pa.) limestone
and Pittsburgh sand
do

6
7
7

7

7

6
7
8

8
7

29
3
14
27
25

Lbs./in.*
3,464
3,278
3,097
3,527
3,400

Lbs./in. J

2,106
1,862
1,946
2,206
1,882

Lbs./in.*

24 ._

3,510
2,996

29 do.... 2,890
30 ..do - . 3,129
32 . .do... 2,952

Total 69
7 28 3,664 2,005 3,109

Pure quartz gravel and Long
Island sand .....

42
6

3
3

1

4

4

4
4

11

7

8
24

3,162
3,160
2,529
3,560

3,156
3,770
2,750

4,493
43 ...do 4,798
44

*
. .do .... 4,605

45. _ . ..do....

Total 13

Average - 4 12 3,046 3,225 4,632

Long Island gravel and sand.

.

do
37.. 7

7

5

1

3

8

8

12

4

7
22

11
2

2,400
2,569
2,560
3,204
1,760

4,275
38.-. 2.628

1,904
2,053
2,590

3,417
39
46-.
47

do....
do
do

2,625
3,367
3,643

Total.. 23
2,438 2,294 3,465

Blast-furnace slag and Pitts-48
3

3

3

3

3

3

4 2,858
2,370
2,328
2,965
2,609
2,644

2,262
2,123
2,096
2,482
2,646
2,049

3,213
49 do..

do _.

do
do
do

3,600
50-.
51-.
52-.
53

4
4

4

4

21
5

26
12

2,892
3,902
3,518
3,110

Total 18
4 13 2,629 2,276 3,372

New Jersey trap rock andS4

3
3
3

3

4
4
4
4

7
16

5
12

2,540
3,108
2,200
2,238

2,030
1,830

3,078
55-. .do 2,960
56 do
57 do 2,445 3,053

Total 12

4 10 2,522 2,102 3,030

Elgin (111.) gravel and sand
do

3

3
85 4

4
1

1

2,085
2,43486. . 3,365

Total 6
4. 1 2,260 3,365

5__ 2,238
3,133

3,180
75__. 3,906
76-. 4,010
81__ 3,620

2,554
3,100
3,172
2,940

5,010

84
! 4,570

87 3,745

89 4,210
90. 4,000

Grand av-
erage.. . 2,306 3,463

Washington, April 29, 1924.

^
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